
Controller’s Office

To the Honorable Mayor and City Council of the City of Houston, Texas:

I hereby certify, with respect to the money required for the contract, agreement, obligation or
expenditure contemplated by the ordinance set out below that:
(4/I Funds have been encumbered out of funds previously appropriated for such purpose.

( ) Funds have been certified and designated to be appropriated by separate ordinance to be
approved prior to the approval of the ordinance set out below.

( ) Funds will be available out of current or general revenue prior to the maturity of any such
obligation.

( ) No pecuniary obligation is to be incurred as a result of approving the ordinance set out below.

( ) The money required for theexpenditure orexpenditures specified below is in the treasury, in the

fund or funds specified below, and is not appropriated for any other purposes.

( ) A certificate with respect to the money required for the expenditure or expenditures specified

below is attached

( ) Other - Grant Funds Availabi

~ 2O~~CityController

FUND REF:’I I~~1(I~1~56MOUNT: ~V,L~OtJ~1~ ENCUI’.B. NO.: ~0~TF&3/(~

City of Houston, Texas Ordinance No. ~~‘3’80~

AN ORDINANCE AWARDING THE CONTRACT TO TOTAL POWER SYSTEMS, INC.
FOR PUMP, SUBMERSIBLE-LARGE REPAIR SERVICES FOR PUBLIC WORKS AND
ENGINEERING DEPARTMENT; PROVIDING A MAXIMUM CONTRACTAMOUNT; CONTAINING
PROVISIONS RELATING TO THE SUBJECT; AND DECLARING AN EMERGENCY.

* * * *

BE IT ORDAINED BY THE CITY COUNCIL OF THE CITY OF HOUSTON, TEXAS:

Section 1. Having duly advertised for and received competitive bids for the contract
described in the titleof this ordinance, the City Council herebyfinds and determines that the lowest
responsible and secure bid was submitted by Total Power Systems, Inc. in the amount of
$4,000,000.00 (which amount is only an estimate if unit prices are included in the bid proposal of
said bidder) and that such bid is the most advantageous for the City. Such contract is hereby
awarded to said bidder.

Section 2. The City Council hereby approves and authorizes the Contract, agreement or other
undertaking described in the title of this Ordinance, in substantially the form as shown in the
document which is attached hereto and incorporated herein by this reference. The Mayor is hereby
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authorized to execute such document and all related documents (including any related surety bonds)
on behalf of the City of Houston. The City Secretary is hereby authorized to attest to all such
signatures and to affix the seal of the City to all such documents.

Section 3. The Mayor is hereby authorized to take all actions necessary to effectuate the
City’s intent and objectives in approving such contract, agreement, orother undertaking in the event
of changed circumstances.

Section 4. The CityAttorney is herebyauthorized to take all action necessary to enforce all
legal obligations undersaid contract without further authorization from Council.

Section 5. The total allocation for the contract, agreement or other undertaking approved
and authorized hereby shall never exceed $4,000,000.00 unless and until this sum is increased by
ordinance of City Council.

Section 6. There exists a public emergency requiring that this Ordinance be passed finally
on the date of its introduction as requested in writing bythe Mayor; therefore, this Ordinance shall be
passed finallyon such date and shall take effect immediately upon its passage and approval by the
Mayor; however, in the event that the Mayor fails to sign this Ordinance within five days after its
passage and adoption, it shall take effect in accordance with Article VI, Section 6, Houston City

PASSED AND ADOPTED ~ ,20_____

APPROVED this _____ day of , 20 .

Mayor of the City of Houston

Pursuant to Article VI, Section 6, Houston City Charter, the effective date of the foregoing
Ordinance is SEP 09 21303 .

City Secretary

(Prepared by: Strategic Purchasing (Contact: Richard Morris)
Finance and Administration Dept. (Phone: 247-1772)

This Ordinance has been reviewed as to form by the undersigned legal assistant and has been
found to meet established Legal Departmentcriteria. The Legal Department has not reviewed the
content of these documents. 7

I ~i 3 ~ _____________

Date Lega Assistant

(Basic Form GMS1 59:AWARD-APPROV-SUPP. ALLOCAT. ORD.; Approved by City Attorney
10/95 ______

CAPTION PU~LISH~DIN DAILY COURT
REVIEW

SEP ~92003 -2-
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SECTION C
GENERAL TERMS & CONDITIONS

THE STATE OF TEXAS

COUNTY OF HARRIS

I. PARTIES

BID # LC-R-0739-027-13831

ORDINANCE #_______

CONTRACT #

A. Address

THIS AGREEMENT FOR PUMP, LARGE SUBMERSIBLE PUMP REPAIR SERVICES

FOR THE PUBLIC WORKS AND ENGINEERING DEPARTMENT (“Agreement”) is made on the

CountersignatureDatebetweenthe CITY OF HOUSTON, TEXAS (“City”), a municipal corporationand

TOTAL POWER SYSTEMS, INC. (“Contractor or Vendor”), a corporationdoingbusinessin Texas.

Theinitial addressesof theparties,which onepartymaychangeby giving writtennoticeto the otherparty,are

asfollows:

cj~

City PurchasingAgentfor Director

of thePublicWorksandEngineeringDepartment

City ofHouston

P.O.Box 1562

Houston,Texas77251

ThePartiesagreeasfollows:

Contractor

TotalPowerSystems,Inc.

7135Ardmore

Houston,TX 77054

Phone:(713)747-1025

Fax: (713)749-9642

B. Table of Contents

This Agreementconsistsofthefollowing sections:
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V. MISCELLANEOUS 26

A. IndependentContractor 26
B. ForceMajeure 26
C. Severability 27
D. EntireAgreement 27
E. WrittenAmendment 27
F. ApplicableLaws 28
G. Notices 28
H. Non-Waiver 28
I. InspectionsandAudits 29
J. Enforcement 29
K. Ambiguities 29
L. Survival 29
M. PartiesIn Interest 29
N. SuccessorsandAssigns 30
0. BusinessStructureandAssignments 30
P. RemediesCumulative 30

EXHIBITS

A. DEFINITIONS

B. SCOPEOF SERVICES

C. EQUAL EMPLOYMENT OPPORTUNITY

D. MWBE SUBCONTRACTTERMS

B. DRUGPOLICY COMPLIANCEAGREEMENT

F. CERTIFICATION OF NO SAFETYIMPACT POSITIONS

G. DRUGPOLICY COMPLIANCEDECLARATION

H. FEESAND COSTS

C. Parts Incorporated

The abovedescribedsectionsandexhibits areincorporatedinto this Agreement.

D. Controffing Parts

If aconflictamongthesectionsor exhibitsarisestheExhibits controlovertheSections.

E. Defmitions

Certaintermsusedin this Agreementaredefinedin Exhibit “A”.
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F. Signatures

ThePartieshaveexecutedthis Agreementin multiple copies,eachof which is an original.

AJTEST/SEAL(if acorporation):

WITNESS(if not acorporation):

ATTEST/SEAL:

Total PowerSystem,Inc.

By: ~ ~

Name: S~r
Title: ~9

FederalTax ID I~1umber:1-74-2192286-9

CITY OFHOUSTON, TEXAS
Signedby:

City Secretary Mayor

APPROVED:

~
~City PurchasingAgent

COUNTERSIGNEDBY:

City Controller

DATE COUNTERSIGNED:

This Contracthasbeenreviewedas to form by the undersignedlegal assistantand hasbeenfound to meet
establishedLegalDepartmentcriteria. TheLegalDepartmenthasnotreviewedthe contentof thesedocuments.

Legal’Assistant

By:

Name:

Title:

I-~t~—O~
Date
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II. DUTIES OF CONTRACTOR

A. Scopeof Services

In consideration of the payments specified in this Agreement, Contractor shall

provide all labor, material, and supervision necessaryto perform the services

describedin Exhibit “B.”

B. RELEASE

CONTRACTOR AGREES TO AND SHALL RELEASE THE CITY, ITS

AGENTS, EMPLOYEES, OFFICERS, AND LEGAL REPRESENTATWES

(COLLECTIVELY THE CITY) FROM ALL LIABILITY FOR INJURY, DEATH,

DAMAGE, OR LOSS TO PERSONS OR PROPERTY SUSTAINED IN

CONNECTION WITH OR INCIDENTAL TO PERFORMANCE UNDER THIS

AGREEMENT, EVEN IF THE INJURY, DEATH, DAMAGE, OR LOSS IS

CAUSED BY THE CITY’S SOLE OR CONCURRENT NEGLIGENCE AND/OR

THE CITY’S STRICT PRODUCTS LIABILITY OR STRICT STATUTORY

LIABILITY.

C. INDEMNIFICATION

CONTRACTOR AGREES TO AND SHALL DEFEND, INDEMNIFY, AND HOLD

THE CITY, ITS AGENTS, EMPLOYEES, OFFICERS, AND LEGAL

REPRESENTATWES (COLLECTIVELY “THE CITY”) HARMLESS FOR ALL

CLAIMS, CAUSES OF ACTION, LIABILITIES, FINES, AND EXPENSES

(INCLUDING, WITHOUT LIMITATION, ATTORNEY’S FEES, COURT COSTS,

AND ALL OTHER DEFENSE COSTSAND INTEREST) FOR INJURY, DEATH,

DAMAGE, OR LOSS TO PERSONS OR PROPERTY SUSTAINED IN
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CONNECTION WITH OR INCIDENTA TO PERFORMANCE UNDER THIS

AGREEMENT INCLUDING, WITHOUT LIMITATION, THOSE CAUSED BY:

(1) CONTRACTOR’S AND/OR ITS AGENTS’, EMPLOYEES’,

OFFICERS’, DIRECTORS’, CONTRACTORS’, OR

SUBCONTRACTORS’ (COLLECTIVELY IN NUMBERED

PARAGRAPHS 1-3, “CONTRACTOR”) ACTUAL OR ALLEGED

NEGLIGENCE OR INTENTIONAL ACTS OR OMISSIONS;

(2) THE CITY’S AND CONTRACTOR’S ACTUAL OR ALLEGED

CONCURRENT NEGLIGENCE, WHETHER CONTRACTOR IS

IMMUNE FROM LIABILITY OR NOT; AND

(3) THE CITY’S AND CONTRACTOR’S ACTUAL OR ALLEGED

STRICT PRODUCTS LIABILITY OR STRICT STATUTORY

LIABILITY, WHETHER CONTRACTOR IS IMMUNE FROM

LIABILITY OR NOT.

CONTRACTOR SHALL DEFEND, INDEMNIFY, AND HOLD THE CITY

HARMLESS DURING THE TERM OF THIS CONTRACT AND FOR FOUR

YEARS AFTER THE CONTRACT TERMINATES. CONTRACTOR’S

INDEMNIFICATION IS LIMITED TO $500,000.00 PER OCCURRENCE.

CONTRACTOR SHALL NOT INDEMNIFY THE CITY FOR THE CITY’S SOLE

NEGLIGENCE.

D. INDEMNIFICATION PROCEDURES

(1) Noticeof Claims. If theCity or Contractorreceivesnoticeofanyclaim or

circumstanceswhich couldgive rise to an indemnifiedloss,thereceiving
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party shall give written notice to the otherparty within 10 days. The

noticemustincludethefollowing:

(a) adescriptionoftheindenmificationeventin reasonabledetail,

(b) thebasisonwhich indemnificationmaybe due, andtheanticipated

amountofthe indemnifiedloss.

This notice doesnot stop or preventthe City from later assertinga differentbasisfor

indenmificationor adifferentamountof indemnifiedlossthanthatindicatedin the initial

notice. If theCity doesnotprovidethisnoticewithin the 10 dayperiod,it doesnotwaive

any right to indenmificationexceptto the extent that Contractoris prejudiced,suffers

loss,or incursexpensebecauseofthedelay.

(2) DefenseofClaims

(a) Assumptionof Defense. Contractormay assumethe defenseof the

claim at its own expensewith counsel chosenby it that is

reasonablysatisfactoryto the City. Contractorshall then control

the defenseand any negotiationsto settle the claim. Within 10

daysafterreceivingwritten notice of theindemnificationrequest,

Contractormustadvisethe City asto whetheror not it will defend

the claim. If Contractordoesnot assumethe defense,the City

shall assumeand control the defense,and all defenseexpenses

constitutean indemnificationloss.

(b) ContinuedParticipation. If Contractorelectsto defendthe claim,

the City may retain separatecounsel to participatein (but not

control) the defenseand to participatein (but not control) any
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settlementnegotiations. Contractormay settle the claim without

the consentor agreementof the City, unless it (i) would result in

injunctive relief or other equitableremediesor otherwiserequire

the City to comply with restrictionsor limitations that adversely

affect the City, (ii) would requirethe City to pay amountsthat

Contractordoesnot fundin full, (iii) would notresultin theCity’s

full and completerelease from all liability to the plaintiffs or

claimantswho arepartiesto orotherwiseboundby thesettlement.

E. Insurance

Contractor shall maintain in effect certain insurancecoverage and shall furnish

certificatesof insurance,in duplicateform, beforebeginningits performanceunderthis

Agreement. All policies exceptProfessionalLiability andWorker’sCompensationmust

name the City as an additional insured. All liability policies must be issuedby a

Companywith a Certificate of Authority from the State Departmentof Insuranceto

conductinsurancebusinessin Texasor aratingof atleastB+ andafinancialsizeofClass

VI or betteraccordingto thecurrentyear’s Best’sKey Rating Guide,Property-Casualty

United States. Contractor shall maintain the following insurancecoveragesin the

following amounts:

(1) CommercialGeneralLiability insuranceincluding ContractualLiability

insurance:

$500,000peroccurrence;$1,000,000aggregate

(2) Worker’sCompensationincludingBroadFormAll Statesendorsement:

Statutoryamount
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(3) AutomobileLiability insurance

$1,000,000combinedsinglelimit peroccurrence

Defensecostsareexcludedfrom thefaceamountofthepolicy.

AggregateLimits areper 12-monthpolicy periodunlessotherwise

indicated.

(4) Employer’sLiability

Bodily injuryby accident$100,000(eachaccident)

Bodily injuryby disease$100,000(policy limit)

Bodily injuryby disease$100,000(eachemployee)

(5) PollutionLiability Insurance$1,000,000

eachoccurrence/combinedaggregate

(Pollution liability includespollution coveragefor contractual liability,

clean-upcosts, abatement,transportand non-owneddisposalsites. Including

bodily injury liability, property damageliability, environmentaldamagearising

from pollution conditionscausedin performanceoperations.Includeasbestosand

leadif partofoperation)

All insurancepolicesmust requireon their face,or by endorsement,that the insurance

carrierwaives any rights of subrogationagainsttheCity, andthat it shall give 30 days

written notice to the City beforethey may be canceled,materially changed,or non-

renewed. Within the 30 dayperiod, Contractorshall provideothersuitablepolicies in

lieu of thoseaboutto be canceled,materiallychanged,or non-renewedsoasto maintain

in effecttherequiredcoverage. If Contractordoesnot complywith this requirement,the

Director,athis orhersolediscretion,may:
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(1) immediatelysuspendContractorfrom any further performanceunderthis

Agreementandbeginproceduresto terminatefor default,or

(2) purchasetherequiredinsurancewith City funds anddeductthecostofthe

premiumsfrom amountsdueto ContractorunderthisAgreement.

F. Warranties

Contractor representsand warrants that it shall perform all work in a good and

workmanlike manner,meetingthe standardsof quality prevailing in Harris County,

Texasfor workof this kind. Contractorshallperformall workusing trainedandskilled

persons having substantial experience performing the work required under this

Agreement.

With respectto anypartsandgoodsfurnishedby it, Contractorwarrants:

(1) thatall items arefreeof defectsin title, material,andworkmanship,

(2) that eachitem meetsor exceedsthe manufacturer’sspecificationsand

requirementsfor theequipment,structure,or otherimprovementin which

theitemis installed,

(3) that eachreplacementitem is newin accordancewith original equipment

manufacturer’sspecifications,and of a quality at least as good as the

quality of the item which it replaces(whenthe replaceditem wasnew),

and

(4) that no itemorits useinfringesanypatent,copyright,orproprietaryright.

G. Licensesand Permits

Contractorshallobtainandpayfor all licenses,permits,andcertificatesrequiredby any

statute,ordinance,rule,orregulation.
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H. Compliance with EQual Opportunity Ordinance

Contractorshall complywith theCity’s EqualEmploymentOpportunityOrdinanceasset

out in Exhibit “C.”

I. MWBE Compliance

Contractor shall comply with the City’s Minority and Women BusinessEnterprise

(“MWBE”) programsassetout in Chapter15, Article V ofthe City of HoustonCodeof

Ordinances. Contractorshall makegood faith efforts to award subcontractsor supply

agreementsin at least 11% of the value of this Agreementto MWBEs. Contractor

acknowledgesthatit hasreviewedthe requirementsfor goodfaith efforts on file with the

City’s Affirmative ActionDivision andwill complywith them.

Contractorshall requirewritten subcontractswith all MWBE subcontractorsand shall

submitall disputeswith MWBEs to binding arbitrationin Houston,Texasif directedto

do so by the Affirmative Action Division Director. MWBE subcontractsmust contain

thetermssetout in Exhibit “D.” If Contractoris an individual person(asdistinguished

from a corporation,partnership,or otherlegal entity), andtheamountofthesubcontract

is $50,000or less,the subcontractmustalso be signedby the attorneysof therespective

parties.

J. Drug Abuse Detection and Deterrence

(1) It is the policy ofthe City to achievea drug-freeworkforceandworkplace. The

manufacture,distribution,dispensation,possession,sale,oruseofillegal drugsoralcohol

by contractorswhile on City Premisesis prohibited. Contractorshallcomply with all the

requirementsand proceduresset forth in the Mayor’s Drug Abuse Detection and
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DeterrenceProceduresfor Contractors,ExecutiveOrderNo. 1-31 (“Executive Order”),

which is incorporatedinto thisAgreementandis on file in theCity Secretary’sOffice.

(2) Before the City signs this Agreement, Contractor shall file with the

ContractComplianceOfficer for Drug Testing(“CCODT”):

(a) acopyofits drug-freeworkplacepolicy,

(b) the Drug Policy ComplianceAgreementsubstantiallyin the form

setforth in Exhibit “D,” togetherwith a writtendesignationof all

safetyimpactpositionsand,

(c) if applicable(e.g. no safetyimpactpositions),theCertificationof

No SafetyImpactPositions,substantiallyin the form set forth in

Exhibit “B.”

If Contractorfiles a written designationof safetyimpactpositionswith its Drug Policy

ComplianceAgreement,it also shall file every 6 monthsduring theperformanceofthis

Agreementor on completionof this Agreementif performanceis less than6 months,a

Drug Policy ComplianceDeclarationin a form substantiallysimilar to Exhibit “F.”

Contractorshall submitthe Drug Policy ComplianceDeclarationto the CCODTwithin

30 daysof the expirationof each6-monthperiodofperformanceandwithin 30 daysof

completionof this Agreement. The first 6-monthperiodbeginsto run on the datethe

City issuesits Notice to Proceedor if no Noticeto Proceedis issued,on the first day

Contractorbeginsworkunderthis Agreement.

(3) Contractoralso shall file updateddesignationsof safetyimpactpositions

with the CCODTif additionalsafetyimpactpositionsareaddedto Contractor’semployee

work force.
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(4) Contractorshall requirethat its subcontractorscomplywith the Executive

Order, and Contractor shall secureand maintain the required documentsfor City

inspection.

K. Environmental Laws

Contractor shall comply with all rules, regulations, statutes, or orders of the

EnvironmentalProtectionAgency (“EPA”), the TexasNatural ResourceConservation

Commission(“TNRCC”), and any other governmentalagencywith the authority to

promulgateenvironmentalrulesandregulations(EnvironmentalLaws). Contractorshall

promptly reimbursethe City for any finesor penaltiesleviedagainsttheCity becauseof

Contractor’sfailure to comply.

Contractorshall not possess,use, generate,release,discharge,store, dispose of, or

transportany HazardousMaterialson, under,in, above,to, or from the site exceptin

strict compliancewith theEnvironmentalRegulations. “HazardousMaterials” meansany

substances,materials,or wastesthat are or becomeregulatedas hazardousor toxic

substancesunderanyapplicablefederal, state,or local laws, regulations,ordinances,or

orders. Contractorshall not depositoil, gasoline,grease,lubricantsor any ignitableor

hazardousliquids, materials,or substancesin the City’s storm sewersystemor sanitary

sewersystemorelsewhereonCity Propertyin violation oftheEnvironmentalLaws.

L. Contractor’s Performance

Contractorshall make citizen satisfactiona priority in providing servicesunder this

Agreement. Contractorshall train its employeesto be customerservice-orientedandto

positively and politely interact with citizens when performing contract services.

Contractor’semployeesshall be clean, courteous,efficient, and neatin appearanceand
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committedto offering thehighestquality of serviceto the public. If, in the Director’s

opinion, Contractoris not interactingin apositive andpolite mannerwith citizens,heor

sheshalldirectContractorto takeall remedialstepsto conformto thesestandards.

M. Paymentof Employeesand Subcontractors

Contractorshallmaketimely paymentsin accordancewith applicablestateand federal

law to all persons and entities supplying labor, materials or equipment for the

performanceofthis AgreementincludingContractor’semployees.

Failureof Contractorto pay it’s employeesasrequiredby law shall constitutea default

underthis contractfor which theContractorandit’s suretyshallbe liable onContractor’s

performancebond if Contractor fails to cure the default as provided under this

Agreement.

ContractorshalldefendandindemnifytheCity from anyclaimsor liability arisingout of

Contractorsfailure to payits subcontractorsasrequiredby law. Contractorshall submit

disputesrelatingto paymentofMIWBE subcontractorsto arbitrationin thesamemanner

asanyotherdisputesundertheMIWBE Subcontract.
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III. DUTIES OF CITY

A. Payment Terms

TheCity shallpayandContractorshallacceptfeesat theunit pricesprovidedin Exhibit

H for all servicesrenderedandtheDeliverablesfurnishedby Contractor. The feesmust

only bepaidfrom AllocatedFunds,asprovidedbelow.

Any quantitiesof servicesor Deliverablesshown in any part of this contract or its

exhibitsareestimatesonly andarenot anyguaranteethattheCity will notpurchasemore

or less of thoseservicesor Deliverables. The City will pay only for the servicesor

Deliverablesactuallyorderedandonly at theunit pricessetout.

B. Taxes

The City is exemptfrom paymentof FederalExciseand TransportationTax andTexas

Limited Sales and Use Tax. Contractor’s invoices to the City must not contain

assessmentsof any of thesetaxes. The Director will furnish the City’s exemption

certificateandfederaltax identificationnumberto Contractorif requested.

C. Method ofPayment

The City shall pay Contractoron the basis of invoices submittedby Contractorand

approvedby the Director, showingthespecifictaskscompletedin theprecedingmonth

andthe correspondingprices. The City shallmakepaymentsto Contractorat its address

fornoticeswithin 30 daysofreceiptofanapprovedinvoice.

D. Method of Payment - DisputedPayments

If theCity disputesany itemsin an invoiceContractorsubmitsfor anyreason,including

lackof supportingdocumentation,theDirectorshall temporarilydeletethedisputeditem
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andpaythe remainderof theinvoice. TheDirector shallpromptly notify Contractorof

the disputeand requestremedialaction. After the disputeis settled,Contractorshall

includethedisputedamounton a subsequentregularlyscheduledinvoiceor on a special

invoice for thedisputeditem only.

E. Limit of Appropriation

(1) The City’s duty to pay money to Contractorunder this Agreement is

limited in its entiretyby theprovisionsofthis Section.

(2) In order to comply with Article II, Sections19 and 1 9a of the City’s

CharterandArticle XI, Section5 of the TexasConstitution,theCity has

appropriatedand allocatedthe sum of $240,000.00to pay money due

underthis Agreement(the “Original Allocation”). The executiveand

legislative officers of the City, in their discretion, may allocate

supplementalfundsfor this Agreement,but theyarenot obligatedto do so.

Therefore, the parties have agreed to the following proceduresand

remedies:

(3) The City makesa supplementalallocationby sendinganotice signedby

theDirectorand theCity Controllerto Contractorand whereappropriated,

approvedby motion, or ordinanceof City Council in substantiallythe

following form:

“NOTICE OF SUPPLEMENTALALLOCATION OFFUNDS”

TO: [NameofContractor]

FROM: City ofHouston,Texas(the“City”)

DATE: [Dateofnotice]
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SUBJECT: Supplementalallocation of funds for the purposeof the”[title of this

Agreement]” betweenthe City and (name of Contractor) countersignedby the City

Controlleron (DateofCountersignature)(the“Agreement”).

I, (nameof City Controller), City Controller of the City of Houston, certify that the

supplementalsumof $ , upontherequestof thebelow-signedDirector,hasbeen

allocatedfor thepurposesof theAgreementout offundsappropriatedfor thispurposeby

the City Council ofthe City of Houston. This supplementalallocationhasbeencharged

to suchappropriation.

The aggregateof all sumsallocatedfor the purposeof suchAgreement,including the

Original Allocation, and all supplementalallocations(includingthis one), asofthe date

ofthis notice,is$___________

SIGNED:

(SignatureoftheCity Controller)

City ControlleroftheCity

REQUESTED:

(SignatureoftheDirector)

Director

(4) The Original Allocation plus all supplementalallocations are the

Allocated Funds. The City shall neverbe obligatedto pay any money

underthis Agreementin excessof theAllocatedFunds. Contractormust

assureitself that sufficient allocationshavebeenmadeto pay for services

it provides. If AllocatedFundsareexhausted,Contractor’sonly remedyis

suspensionorterminationof its performanceunderthis Agreementandit
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hasno otherremedyin law or in equity againsttheCity and no right to

damagesofanykind.

F. Changes

(1) At any time during the AgreementTerm, the City PurchasingAgent or

Director upon written authorizationby the City PurchasingAgent may

issue a ChangeOrderto increaseor decreasethe scopeof servicesor

changeplans and specifications,as he or she may find necessaryto

accomplishthe general purposesof this Agreement. Contractor shall

furnish the servicesor deliverablesin the ChangeOrderin accordance

with the requirementsof this Agreementplus any special provisions,

specifications,orspecialinstructionsissuedto executetheextrawork.

(2) TheCity PurchasingAgent or Directoruponwritten authorizationby the

City PurchasingAgent will issuethe ChangeOrderin substantiallythe

following form:

CHANGE ORDER

TO: [NameofContractor]

FROM: City ofHouston,Texas(the“City”)

DATE: [DateofNotice]

SUBJECT: ChangeOrder under the Agreementbetweenthe City and [Name of

Contractor] countersignedby the City Controller on [Date of countersignatureof the

Agreement]

Subject to all terms and conditions of the Agreement,the City requeststhat Contractor

providethe following:
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[Heredescribethe additionsto or changesto the equipmentor servicesandthe

ChangeOrderChargesapplicableto each.]

Signed:

[Signature of City PurchasingAgent or Director upon written notice to the City

PurchasingAgent]

(3) The City PurchasingAgent orDirectorupon writtenauthorizationby the

City PurchasingAgentmayissuemorethanoneChangeOrder,subjectto

thefollowing limitations:

(a) Council expressly authorizes the City Purchasing Agent or

Directoruponwrittenauthorizationby theCity PurchasingAgent,

to approvea ChangeOrderof up to $25,000. A ChangeOrderof

morethan$25,000mustbe approvedby theCity Council.

(b) If a ChangeOrder describesitems that Contractoris otherwise

requiredto provideunderthisAgreement,the City is not obligated

to payanyadditionalmoneyto Contractor.

(c) TheTotal of all ChangeOrdersissuedunderthis sectionmaynot

increasetheOriginalAgreementamountby morethan25%.

(4) WheneverContractorreceivesaChangeOrder,Contractorshall furnishall

material, equipment, and personnel necessaryto perform the work

describedin theChangeOrder. Contractorshallcompletetheworkwithin

the time prescribed. If no time for completionis prescribed,Contractor

shallcompletethework within areasonabletime. If theworkdescribedin
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any Change Order causesan unavoidabledelay in any other work

Contractoris requiredto performunderthis Agreement,Contractormay

requesta time extensionfor the completion of the work. The City

PurchasingAgent’s or Director’s decisionregardinga time extensionis

final.

(5) A product or service provided under a Change Order is subject to

inspection, acceptance,or rejection in the samemanneras the work

describedin the Original Agreement, and is subjectto the terms and

conditionsoftheOriginal Agreementasif it hadoriginally beena partof

theAgreement.

(6) Change Orders are subject to the Allocated Funds provisions of this

Agreement.
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IV. TERM AND TERMINATION

A. Contract Term

This Agreementis effectiveon the CountersignatureDate and expiresthree(3) years

afterthedatespecifiedin theNoticeto Proceedunlesssoonerterminatedaccordingto the

termsofthisAgreement.

B. Notice to Proceed

Contractorshall begin performanceunder this Agreementon the datespecified in a

Noticeto Proceedfrom the City PurchasingAgent.

C. Renewals

If sufficient fundsareallocated,theCity PurchasingAgent,at his orher solediscretion,

maymakea requestto Contractorto renewthis Agreementfor up to one additional 1-

yearoptionperiod,upon at least30 days’written notice beforeexpirationof theinitial

term. Any renewal,pursuantto this Section,shallbeuponthesametermsandconditions

oftheAgreement.

D. Time Extensions

If Departmentrequestsan extensionof time to completeits performance,thenthe City

PurchasingAgent may, in his or her sole discretion,extendthe time so long as the

extensiondoesnotexceed90 days. Theextensionmustbein writing butdoesnotrequire

amendmentof this Agreement. Contractor is not entitled to damagesfor delay(s)

regardlessofthe causeofthedelay(s).
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E. Termination for Convenienceby the City

TheCity PurchasingAgentorDirectoruponwrittenauthorizationby theCity Purchasing

Agent may terminatethis Agreementat any time by giving 30 dayswritten notice to

Contractor. The City’s right to terminatethis Agreementfor convenienceis cumulative

ofall rights andremedieswhich existnoworin thefuture.

On receivingthenotice,Contractorshall,unlessthenoticedirectsotherwise,immediately

discontinue all services under this Agreement and cancel all existing orders and

subcontractsthatarechargeableto this Agreement.As soonaspracticableafterreceiving

theterminationnotice,Contractorshallsubmit an invoice showingin detail the services

performedunderthis Agreementup to theterminationdate. The City shall thenpay the

feesto Contractorfor servicesactuallyperformed,but not alreadypaid for, in the same

mannerasprescribedin SectionIII unlessthe feesexceedtheallocatedfundsremaining

underthis Agreement.

TERMINATION OF THIS AGREEMENT AND RECEIPT OF PAYMENT FOR

SERVICES RENDERED ARE CONTRACTOR’S ONLY REMEDIES FOR THE

CITY’S TERMINATION FORCONVENIENCE,WHICH DOESNOT CONSTITUTE

A DEFAULT ORBREACH OF THIS AGREEMENT. CONTRACTORWANES ANY

CLAIM (OTHER THAN ITS CLAIM FOR PAYMENT AS SPECIFIED IN THIS

SECTION), IT MAY HAVE NOW OR IN THE FUTUREFORFINANCIAL LOSSES

OR OTHER DAMAGES RESULTING FROM THE CITY’S TERMINATION FOR

CONVENIENCE.
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F. Terminationfor Causeby City

If Contractordefaultsunderthis Agreement,theCity PurchasingAgentor Directorupon

writtenauthorizationby the City PurchasingAgentmayeitherterminatethis Agreement

or allow Contractorto cure thedefault asprovidedbelow. TheCity’s right to terminate

this Agreementfor Contractor’sdefault is cumulativeof all rights and remedieswhich

existnoworin thefuture. Defaultby Contractoroccursif:

(1) Contractorfails to performanyofits dutiesunderthis Agreement;

(2) Contractorbecomesinsolvent;

(3) all or a substantialpartof Contractor’sassetsareassignedfor thebenefit

of its creditors;or

(4) areceiverortrusteeis appointedfor Contractor.

If a default occurs,the City PurchasingAgentor Directoruponwrittenauthorizationby

the City PurchasingAgent may, but is not obligatedto, deliver a written notice to

Contractordescribingthedefaultandtheterminationdate. TheCity PurchasingAgentor

Director upon written authorizationby the City PurchasingAgent, at his or her sole

option, mayextendthe terminationdateto a laterdate. If the City PurchasingAgentor

Directoruponwritten authorizationby the City PurchasingAgent allows Contractorto

cure the default and Contractordoesso to the City PurchasingAgent’s or Director’s

satisfactionbeforetheterminationdate,thentheterminationis ineffective. If Contractor

doesnot curethedefault beforetheterminationdate,then theCity PurchasingAgent or

Directoruponwrittennoticeto theCity PurchasingAgentmayterminatethis Agreement

on theterminationdate,at no furtherobligationoftheCity.
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To effect final termination,the City PurchasingAgentor Directoruponwrittennoticeto

the City PurchasingAgent mustnotify Contractorin writing. After receivingthenotice,

Contractorshall,unlessthenoticedirectsotherwise,immediatelydiscontinueall services

underthis Agreement,andpromptly cancelall ordersor subcontractschargeableto this

Agreement.

G. Termination for Causeby Contractor

Contractormayterminateits performanceunderthis Agreementonly if theCity defaults

andfails to curethedefaultafterreceivingwrittennoticeof it. DefaultbytheCity occurs

if theCity fails to performoneormoreofits materialdutiesunderthis Agreement. If a

defaultoccursand Contractorwishesto terminatethe Agreement,thenContractormust

deliver a written notice to the Director describing the default and the proposed

terminationdate.

Thedatemustbeat least30 daysaftertheDirectorreceivesnotice. Contractor,atits sole

option, mayextendthe proposedterminationdateto a laterdate. If the City curesthe

defaultbeforetheproposedterminationdate,thentheproposedterminationis ineffective.

If the City doesnotcurethedefaultbeforetheproposedterminationdate,thenContractor

mayterminateits performanceunderthisAgreementontheterminationdate.

H. Termination for Cause- Terminationby City for Health and Safety

If City Council determinesthatthe public heath,safety, andwelfareof the City require

terminationofthis Agreement,then theAgreementis terminatedimmediatelyuponthat

determinationby City Council.
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I. Removalof Contractor OwnedEQuipment and Materials

Uponexpiration,ortermination ofthis Agreement,Contractoris permittedten (10)days

within which to remove contractor-ownedmaterial and equipmentfrom the City’s

premises. The City shall make such material and equipmentreadily available to

Contractor. Thetime periodmaybe extendedupon approvalby theDirector. TheCity

reservestheright to denyanyextensionoftime.
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V. MISCELLANEOUS

A. IndependentContractor

Contractor shall perform its obligations under this Agreement as an independent

contractorandnotasanemployeeoftheCity.

B. ForceMajeure

1. Timely performanceby both parties is essential to this Agreement.

However,neitherparty is liable for delaysor otherfailuresto performits

obligations under this Agreementto the extent the delay or failure is

causedby ForceMajeure. ForceMajeuremeansfires, floods, explosions,

andotheractsofGod,war, terroristacts,riots, courtorders,andtheactsof

superiorgovernmentalormilitary authority.

2. Thisreliefis not applicableunlesstheaffectedpartydoesthefollowing:

(a) usesdue diligence to removethe Force Majeure as quickly as

possible;and

(b) providesthe otherparty with promptwritten notice of the cause

andits anticipatedeffect.

2. The City mayperformcontractfunctionsitself or contractthemout during

periodsofForce

Màj cure.Such performancedoesnot constitutea default or breachof this

Agreementby theCity.

4. If theForceMajeurecontinuesfor morethan30 days,theCity Purchasing

Agent or Director upon written authorizationby the City Purchasing
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Agentmayterminatethis Agreementby giving 30 days’ writtennoticeto

Contractor. This terminationis not a defaultor breachofthis Agreement.

CONTRACTOR WANES ANY CLAIM IT MAY HAVE FOR

FINANCIAL LOSSES OR OTHER DAMAGES RESULTING FROM

THE TERMINATION EXCEPT FOR AMOUNTS DUE UNDER THE

AGREEMENTAT THE TIME OF THE TERMINATION.

C. Severabifity

If anypartof this Agreementis for anyreasonfoundto beunenforceable,all otherparts

remainenforceableunlesstheresultmateriallyprejudiceseitherparty.

D. EntireAgreement

This Agreementmergesthe prior negotiationsand understandingsof the Partiesand

embodiesthe entire agreementof the Parties. No other agreements,assurances,

conditions,covenants(expressor implied), or othertermsof anykind existbetweenthe

PartiesregardingthisAgreement.

E. Written Amendment

Unless otherwise specified elsewherein this Agreement, this Agreement may be

amendedonly by written instrumentexecutedon behalfof the City (by authority of an

ordinanceduly adoptedby the City Council) and Contractor. The Director is only

authorized to perform the functions specifically delegatedto him or her in this

Agreement.
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F. Applicable Laws

This Agreementis subject to the laws of the State of Texas, the City Charterand

Ordinances,the laws of the federalgovernmentof the United States,and all rules and

regulationsof anyregulatorybody orofficerhavingjurisdiction.

Venuefor anylitigation relatingto this Agreementis HarrisCounty,Texas.

G. Notices

All noticesrequiredor permittedby this Agreementmustbe in writing and aredeemed

delivered on the earlier of the dateactuallyreceivedor the third day following: (1)

depositin a UnitedStatesPostalServicepostoffice orreceptacle;(2) with properpostage

(certified mail, return receiptrequested);and (3) addressedto the other party at the

addressset out in the preambleof this Agreementor at such other addressas the

receivingpartydesignatesby propernoticeto thesendingparty.

H. Non-Waiver

If eitherpartyfails to requiretheotherto performa termof this Agreement,that failure

doesnot preventthe party from laterenforcingthat term and all otherterms. If either

partywaivestheother’sbreachof aterm,thatwaiverdoesnotwaivealaterbreachofthis

Agreement.

An approvalby theDirector,orby anyotheremployeeoragentoftheCity, ofanypartof

Contractor’sperformancedoesnot waivecompliancewith this Agreementor establisha

standardof performanceotherthanthat requiredby this Agreementand by law. The

Directoris not authorizedto varythetermsof thisAgreement.
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I. Inspectionsand Audits

City representativesmayperform, or haveperformed,(1) auditsof Contractor’sbooks

and records,and (2) inspectionsof all placeswherework is undertakenin connection

with this Agreement. Contractorshall keepits books and records available for this

purposefor at least3 yearsafter this Agreementterminates. This provision doesnot

affectthe applicablestatuteoflimitations.

J. Enforcement

The City Attorney or his or her designeemay enforceall legal rights and obligations

underthis Agreementwithout furtherauthorization. Contractorshallprovideto the City

Attorney all documentsand records that the City Attorney requests to assist in

determiningContractor’scompliancewith this Agreement,with the exceptionof those

documentsmadeconfidentialby federalorStatelaw orregulation.

K. Ambiguities

If any termofthis Agreementis ambiguous,it shallnot be construedfor or againstany

partyonthebasisthatthepartydid ordid notwrite it.

L. Survival

Contractorshall remainobligatedto the City under all clausesof this Agreementthat

expressly or by their nature extend beyond the expiration or termination of this

Agreement,includingbutnot limited to, the indemnityprovisions.

M. PartiesIn Interest

This Agreementdoesnot bestowany rightsupon anythird party,but bindsandbenefits

theCity andContractoronly.
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N. Successorsand Assigns

This Agreementbinds andbenefitsthe Partiesand their legal successorsandpermitted

assigns;however,this provisiondoesnot altertherestrictionsonassignmentanddisposal

of assetssetout in thefollowing paragraph.This Agreementdoesnot createanypersonal

liability on thepartofanyofficeroragentoftheCity.

0. BusinessStructure and Assignments

Contractorshall not assignthis Agreementat law or otherwiseor disposeof all or

substantiallyall of its assetswithoutthe City PurchasingAgent’s prior written consent.

Nothing in this clause,however,preventsthe assignmentof accountsreceivableor the

creationofasecurityinterestunderSection9.406(c) oftheTexasBusiness& Commerce

Code. In thecaseof suchan assignment,Contractorshall immediatelyfurnishtheCity

with proof of the assignmentand the name, telephonenumber, and addressof the

Assigneeandaclearidentificationofthefees to bepaidto theAssignee.

Contractor shall not delegateany portion of its performanceunder this Agreement

withouttheCity PurchasingAgent’sprior writtenconsent.

P. RemediesCumulative

Unless otherwise specified elsewherein this Agreement, the rights and remedies

containedin this Agreementare not exclusive, but are cumulativeof all rights and

remedieswhich existnow or in thefuture. Neitherpartymayterminateits dutiesunder

this Agreement except in accordance with its provisions.
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EXHIBIT “A”

DEFINITIONS

As used in this Agreement, the following terms have the meanings set out below:

“Additional Services” shall mean other services to repair systems associated
with the submersible pump, not otherwise described in this specification, to bring the
equipment to the working conditions agreeable to the Director and Contractor.

“Agreement” means this contract between the Parties, including all exhibits,
change orders, and any written amendments authorized by City Council and Contractor.

“City” is defined in the preamble of this Agreement and includes its successors
and assigns.

“City of Houston Normal Business Hours” shall mean 8:00 a.m. to 5:00 p.m.,
Monday to Friday, except on days which are considered City holidays.

“City Purchasing Agent” is defined as the person or duly authorized successor,
authorized in writing to act for the City. The term includes, except as otherwise provided
in this Contract, the authorized representative of the City Purchasing Agent acting within
the limits of delegated authority.

“Confined space,” means a space that:
(1) Is large enough and so configured that an employee can bodily enter and

perform assigned work; and
(2) Has limited or restricted means for entry or exit (for example, tanks, vessels,

silos, storage bins, hoppers, vaults, and pits are spaces that may have limited
means of entry.); and

(3) Is not designed for continuous employee occupancy.

“Contractor Administrator” means the representative of the Public Works and
Engineering Department who is responsible for the administration of the Contract.

“Contract Award Notice” means the official notification substantiated by the
Notice to Proceed issued by the City Purchasing Agent to the Contractor.

“Contract Charges” means charges that accrue during a given month as defined
in Article lii.

“Contract Technical Representative” (CTR) shall mean the representative of the
Director of the Appropriate Department assigned to verify services invoiced, maintain a
record of available funds, comply with the terms of the contract, review the contract at
the time of renewal, and administer the day-to-day activities of the Contract.

“Contract Term” is defined in Article IV.

“Contractor” is defined in the preamble of this Agreement and includes its
successors and assigns.
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“Contractor’s Facility” shall mean place of business of the Contractor where the
Contractor performs repairs of equipment and machinery for other entities, specifically
where the Contractor plans to repair City of Houston submersible pumps of the model
and size described in these specifications. The facility shall be equipped with the
needed overhead/jib crane(s), lathe(s), drill(s), ovens, pressure washing machine,
meggers, coil testers, balancing machine, paint booth, hydraulic press(es), and testing
equipment to do the necessary repair/replacement work for the largest submersible
pump in the group. The facility shall be clean, free from dirt and dust, to prevent
contamination and damage during assembly of the submersible pumps and installation
of bearings and gears.

“Contractor’s Standard Business Hours” shall mean the daily eight (8) hour
period Monday through Friday, which the contractor has established as their normal
business day.

“Council Motion or Ordinance” shall mean the Official Document passed by the
Governing Body designating award(s) and directing the City Purchasing Agent to issue
Notice(s) to Proceed.

“Countersignature Date” means the date this agreement is countersigned by the
City Controller.

“Director” means the Director of the Public Works and Engineering Department,
or the person he or she designates.
“Effective Date” is defined as date contract is countersigned by the City

Controller.

“Established Contractor/Supplier” is defined as any bidder who engages in any
practice or trade, or method of dealing regularly in a place, vocation or trade as to justify
an expectation that the bidder can be expected to perform in a satisfactory manner with
respect to this contract.

“Emergency Labor Rate “(ELR) shall mean the contractor’s charge for labor for
unscheduled, immediate, and continuous repair work that shall be carried out until the
repair of the unit is completed. CTR must authorize all emergency works.

“Equipment Inventory (El) Number” shall mean the unique, cradle-to-grave
number called Equipment Inventory (El) Number used by (MMS) to identify each piece
of equipment.

“(El) Tag” shall mean a metallic strip, embossed with the equipment inventory
number (El #), attached to each piece of equipment

“Governing Body,” means the Mayor and City Council of the City of Houston.

“Maintenance Management System” (MMS) shall mean a computerized
database to manage work order process, and maintains historical data about
performance and repair of equipment at the Water Production and Wastewater
Operations branches of the Utilities Division, City of Houston.
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“Non-repairable Shop Cost” shall mean the cost amount that the contractor can
bill the City for the teardown, inspection, testing, and work scope/estimate preparation
when the UDR determines that the submersible pump is not to be repaired (Non-
Repairable).

“Non-Destructive Testing” (NDT) shall mean inspection to detect cracks and
discontinuities by Magnetic Particle Methods, Penetrant Methods or any other Methods
as needed and shall be performed by an NDT Level Ill Certified Technician. The
Certification shall be in accordance with the latest Recommended Practices of the
American Society for Non-Destructive Testing.

“Notice to Proceed,” means a written communication from the City Purchasing
Agent to Contractor instructing Contractor to begin performance.

“Other Repair Methods” shall mean any method of repair other than those
prescribed in the Bid Form. These “other repair methods” must be authorized in writing
by the equipment manufacturer and be approved by the Director.

“Overtime Labor Rate” (OLR) shall mean the contractor’s charge for labor for
work performed after contractor’s Standard Business Hours. CTR must authorize all
overtime work.

“Parties” mean all the entities set out in the Preamble who are bound by this
Agreement.

“Permit-required confined space (permit space)” means a confined space that
has one or more of the following characteristics:

(1) Contains or has a potential to contain a hazardous atmosphere;
(2) Contains a material that has the potential for engulfing an entrant;
(3) Has an internal configuration such that an entrant could be trapped or

asphyxiated by inwardly converging walls or by a floor which slopes downward
and tapers to a smaller cross-section; or

(4) Contains any other recognized serious safety or health hazard.

“Permit — required confined space program (permit space program)” means the
employer’s overall program for controlling, and, where appropriate, for protecting
employees from, permit space hazards and for regulating employee entry into permit
space.

“Permit system” means the employer’s written procedure for preparing and
issuing permits for entry and for returning the permit space to service following
termination of entry.

“Recondition and repair” (recondition-repair) shall mean that the contractor, upon
receipt of the unit, shall inspect and clean all components. Wash, dry, varnish, and bake
stator. Clean excess varnish from stator fits. Check pump casing, impeller, votute, seals,
and wear rings, if applicable. Check impeller fit on shaft. Bring all motor/pump
clearances to OEM standards. Dynamically balance rotating parts assembly, re-
assemble, perform all tests, and check vibration at full rated voltage and frequency, and
paint.
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“Rewind and repair” (rewind-repair) shall mean that the contractor, upon receipt
of the unit, shalt inspect and clean all components. Burn stator, strip, and take data.
Core test stator, rewind, connect, test, varnish dip NPI stator, clean resin from stator fits.
Check pump casing, impeller, volute, seals, and wear rings, if applicable. Check impeller
fit on shaft. Bring all motor/pump clearances to OEM standards. Dynamically balance
rotating parts assembly, re-assemble, perform all tests, and check vibration at full rated
voltage and frequency, and paint.

“Standard Labor Rate “(SLR) shall mean the contractor’s charge for labor during
contractor’s Standard Business Hours.

“Start of Contract Period” shall mean the date specified in the Notice to Proceed
from the City Purchasing Agent.

“Submersible pump Groups” means the submersible pumps for the purpose of
this contract are grouped such as to represent the manufacturer, operating voltage,
speed, and the size of the units.

“User Department Representative”
Director of the Department assigned to
Contract.

(UDR) shalt mean the representative of the
administer the day-to-day activities of the

Group Manufacturer
Name
Flygt: Group IV Flygt

Nominal
Voltage (Volts)
460,2300,41 60

Nominal
Speed (RPM)

Horsepower
(HP)

900 to 1800 > 200
<or=500HP
KSB: Group IV KSB 460,2300,41 60 720 to 1800 > 200
<or=500 HP
Miscell: Group Ill Various 460,2300,41 60 900 to 1800 > 200
<or= 500 HP
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“Weightofpumps”shallmeantheweightoftheheaviestofthelargestsizepump,
including 50 feetofcable, thatthemanufacturerofthepumpsmakesin the grouplisted
in thisrepairservicescontract:

Weight of pump and cable 19,000 pounds.
Weight of pump and cable 10,500 pounds.
Weight of pump and cable 12,000 pounds.

• Flygt Group IV -

• KSB: Group IV -

. Miscell: Group III -

500 HP:
500 HP:
500 HP:
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EXHIBIT B

B.00 GENERALREQUIREMENTSAND SCOPEOF SERVICES

B.00.0l TheContractorshall furnishall supervision,labor,parts,tools,materials,equipment,supplies,
andfacilities necessaryto provideprecisionrepairservicesfor submersiblepumpsatvarious
facilities ofWastewaterOperations,City ofHouston. This shallincludeon-siterepairsat City
facilities aswell asshoprepairsat Contractor’sfacility. If requestedby CTR (Contract
TechnicalRepresentative),theContractorshalldemonstratebymeansof adequatetestingand
documentationthattherepairedunit hasretainedits operatingefficiency. Thecostfor this
operatingefficiencytestwill bepaidby City ofHouston.

B.00.02 Themeaningofsomespecifictermsas usedin this contract/specificationaregivenin ExhibitA,
Definitions. The attachedformsunderExhibit “BB-l” to Exhibit “BB-8” arepartsofthis
GeneralRequirementsandScopeofServices.

B.00.03 Thesubmersiblepumpsaregroupedto indicatethemanufacturer,size,weightandtypeofthe
units. Thesearelisted as(seeExhibit A, Definitions):

FLYGT Group-IV
KSB Group-N
MISCELL. Group-Ill

B.00.04 Thisspecificationcoversthegeneralrequirementsfor thereconditioning,rewinding,repairing,
andtestingofthesubmersiblepumpslocatedat City ofHoustonfacilities. This includes,but is
not limited to,motorstatorcoils,motorstatoriron, motorrotor, pumpcasing,pumpimpeller,
pumpvolute, wearrings,bearings,seals,cables,cablesupports,guidecable,guiderails, chains,
supportbrackets,dischargepiping,dischargecheckandisolationvalve,thesubmersiblepump
controlsystem,andgeneralelectrical/mechanicalwork. It, also,includesentryintopermit-
requiredconfinedspaces. This specificationdefinesminimumacceptablerequirementsforthe
repairoftheunits.

B.00.05 Unlessotherwisespecified,fabrications,processes,parameters,andtestmethodsfor themotors
ofthesubmersiblepumpsshallconformto the latestrevisionofthefollowing ELECTRICAL

APPARATUSSERVICEASs0CIATI0N(EASA)documents:
EASA AR100-1998- RECOMMENDEDPRACTICEFORREPAIROFROTATING APPARATUS (hereafter
abbreviatedasEASA AR100-1998);
EASA TechnicalNoteNo. 16-GUII)ELm~EsFORMAINTAINING MOTOREFFICIENCYDuffiNG

REBUILDING, September1999(hereafterabbreviatedasEASA TechNoteNo. 16);
EASA TechnicalNoteNo. 17— STATORCoRETESTING, updatedMarch 1997
(HereafterabbreviatedasEASA TechNoteNo. 17); andEASA BearingFit ToleranceChart,
updated1997

B.00.06 All testequipmentrequiredfortestresultsshallbe calibratedatleastannuallyagainststandards
traceableto theNational InstituteofStandardsandTechnology(NIST)or equivalentstandards
laboratories(EASA AR100-l998 4.7). TheContractorshallestablish,document,andmaintain
calibrationrecordsfor testandmeasuringequipmentusedto demonstrateconformanceof
productto specifiedrequirements.
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B.00.07 Thesubmersiblepumpsat City facilities arepurchasedandinstalledunderspecifications(Master
SpecificationsSection11311,SubmersibleWastewaterPumps,GH’WP, dated04/11/96or latest
edition) requiringcompliancewith theapplicablesectionsofthefollowing standardsandcodes:
AmericanNationalStandardInstitute(ANSI)
AmericanSocietyfor TestingandMaterials(ASTM)
Anti-Friction BearingManufacturingAssociation(AFBMA)
HydraulicInstitute
InstituteofElectricalandElectronicEngineers(IEEE)
NationalElectricCode(NEC)
NationalElectricalManufacturersAssociation(NEMA)
SteelStructuresPaintingCouncil (SSPC)
City ofHoustonElectricalCode

B.00.08 Whereverthis documentrefersto thefollowing codesandstandards,thenthat specificsections
ofthecode/standardshallapplyto therepairsbeingcarriedoutbytheContractor:
SteelStructuresPaintingCouncil (SSPC)
Anti-Friction BearingManufacturingAssociation(AFBMA)
AmericanSocietyfor Non-DestructiveTesting

B.00.9 At City facilities theinstalledsubmersiblepumpsareunitsproducedby the following
manufacturers(butnot limited to):
Chicago-Yeomans
Davis-EMU
Ebara
Fairbanks-Morse
Flygt Pump, Inc.
Hydomatic
Homa
KSB Pump,Inc.
PACO

B.00.10 TheContractorshallfurnish,if requestedby CTR, copiesofcurrentenvironmentalpermitsand
demonstratecompliancewith currentenvironmentalregulations.

B.00.11 Subcontractorsto theContractorfor theperformanceofworkaresubjectto thesamestandards
asthecontractor.

B.00.12 THEBID FoRMsSHALL BE BASED ONTHE CONTRACTORUSINGNEWAND OffiGINAL EQUIPMENT
MANUFACTURER(OEM) PARTSIN THEREPAIROF CITY’S SUBMERSIBLEPUMPS.

B.00.13 Thepriceofpartsandmaterialandcostofareplacementunit suppliedfor this contractshallbe
thetotal original invoicedcostto thecontractorplus contractor’squotedpercentage(%) markup
for theitem. The Contractorshallsubmitthesupportingdocumentationswith thefinal invoice.

B.00.14 The Contractorwho is anOEM Distributor/ShopshallusetheOEM’s latestlist priceminusthe
OEM Distributor/Shop’sdiscountpercentage(%) forthepriceofpartsandmaterialandcostofa
replacementunit suppliedfor this contract. Thequoteddiscountpercentageshall beequalor
betterthanwhattheDistributor/Shopoffersto theirbestcustomerwithin 50 miles ofCity Hall of
City ofHouston. This quoteddiscountpercentageis subjectto auditby City of Houston.

B.00.15 ALL MARKUPS SHALL BE BASED ONPARTVENDOR’S OR SUB-CONTRACTOR’SACTUAL
ORIGiNAL INVOICED DOCUMENTS. THECONTRACTORSHALL SUBMIT THESEACTUAL ORIGINAL
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INVOICES,AS ATTACHMENTS, WITH THEFINAL INVOICE FORPAYMENTBY CITY FORTHE WORK
PERFORMEDBY THE CONTRACTOR.

B.00.16 At Contractor’srepairfacility, theContractorshalldisassembletheunit, inspectit andpreparea
scopeofwork to repairandreplacepartswith newOEM parts. The costof inspectionand
preparationofwork scopeshallbeapartofthebasecostofanyRecondition-RepairorRewind-
Repairjob.

B.00.17 If theContractorplansto useanypartotherthananOEMpart,theContractorshallobtain, in
advanceoftheuseofsuchparts,writtenpermission/approvalfrom CTR. TheContractor’s
proposalfor CTRapprovalshalldocumentthat thepartis equalorbetterthananOEM specified
part. Thecontractor’sdocumentationshallclearlyshowthebenefits(financialand/ordelivery
advantages)to theCity ofHoustonfor suchasubstitution. Theapprovalprocedurefor other
thanOEMpartsubstitutionshall,also,applyto re-manufacturedparts.

B.00.18 A City representativewill pickup all non-repairablesubmersiblepumps.Non-repairableunits
do notneedto bereassembled.

B.00.l9 Wherehourlywork is performedonbehalfoftheCity, theContractor(andSub-Contractorsof
theContractor)shall fully documentthestartofthework, thetime spenton thejob, and
completionofeachjob. Thedocumentationshallbepunchcard/time-clockor shoprecordor
anyothermutuallyagreedmethod.

B.00.20 ContractorshallensuretheEquipmentInventorynumber(El) tagremainsattachedto the
equipment. Contractorshallnotify theUDR if the(El) tagis damagedormissing.

B.00.21 Wherevertorquevaluesareknown,theContractorshalluseatorquewrenchandadhereto the
OEM torquevalues.

B.00.22 If requestedby theCTR, Contractorshall furnishpartsneededfor maintenanceactivitiesof
submersiblepumpsby City Personnel.Contractorshallchargethesamepricefor thesepartsas
scheduledin Bid Formsunder“PartsandMaterial.”

B.00.23 Paintboothshallnotbeusedfor Sandblasting.

B.00.24 The City reservestherightsto pickup anyandall partsthat arequotedby theContractorto be
replaced.This includes(but is not limited to) seals,bearings,andotheritemsofasubmersible
pumpunit.

B.00.25 In the caseofdualhorsepowerunits,chargesshallbebasedonly on thehigherhorsepower
rating,neveron both.

B.00.26 Any equipment removed from anyCity facility shallbedocumentedon a City Equipment
ReleaseForm, seeExhibit “BB-6.”

B.00.27 The Contractorshallprovidealist to theCity ofthename(s)andlocation(s)of ALL shop(s)and
sub-contractorsthat will beusedfor specifiedrepairwork. TheContractorshallobtainwritten
approvalfor eachshopandsub-contractorbeforestartofthecontract. If the Contractorplansto
useanysub-contractornot on thelist, the contractorshallobtainwrittenapprovalfrom theCTR
beforesubcontractingthework.
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B.00.28 All metalpartsshallbecheckedfor structuralintegrityandcracks,andshallberepairedor

replaced as needed.

B.00.29 Terminalboxesandauxiliary equipmentenclosuresshallbemadeto meetOEM’s specifications.

B.00.30 All illegible ordefectivenameplatesshallbe replacedoncompletionofrepair. All original
nameplateinformation,exceptwherechanged,shallbestampedonnewnameplate.New
nameplatesshallbepermanentlyattachedwith mechanicalfasteners.The costofanew
nameplateshallbeincludedasapartofthebasecostofanyrecondition-repairorrewind-repair.

B.00.31 UDR andtheContractor’smanagershallmeetonceamonthto reviewtherecordsofthe
completedworks,works in progress,andanyothermatterrelatedto this contract. Any
discrepanciesshallberesolvedatthetime andall backlogsshallbe completedby thetenthofthe
following month. UDR shallprovidetheContractorwith aspreadsheetfor trackingthejob’s
costandprogress.TheContractorshallupdatethespreadsheetto reflectchangesin activitiesby
theContractorand ensuringavailabilityofFundsto performthework (seeExhibit-B7).

B.00.32 Attachatagto eachsubmersiblepumphousingto includetherepairdateaswell asContractor’s
nameandjob number. Thetagshallbesecuredwith stainlessdrivepins. Thecostofthe
identificationtagshallbe includedasapartofthebasecostofanyrecondition-repairorrewind-
repair.

B.00.33 All submersiblepumpswith peelingpaintorrust shallbe sandblasted.Thecostofsandblasting
shallbe includedasapartofthebasecostofanyrecondition-repairor rewind-repair.

B.00.34 Assembledsubmersiblepumpunitsshallbe testedfor vibration. Thevibrationlevel shallnot
exceed0.1 inchespersecondunfiltered. Thevibrationmeasurementsshallberecordedon the
Final TestSheet.All costsassociatedwith thevibrationtest shallbe includedasapartofthe
basecostofanyrecondition-repairorrewind-repairwork.

B.00.35 TheenclosedCity ofHoustonformsincludedin this documentshallbeusedoneach
recondition-repair,rewind-repair,andnewsubmersiblepumppurchases.

B.00.36 Steamcleanareashallbe so designedwith all therun-offscapturedintoanapprovedoil/grease
recoverysystem.

B.00.37 Deliveryticketsandpackingslips will containquantity,partnumber,descriptionofcommodity
delivered,nameofdepartmentorsectionandfacility nameto whichthemerchandisewas
delivered,theCity ofHoustonOrdinanceNumber,Contractnumber,signatureofreceiving
employee,printedname,employeenumberandtheauthorizationreleasenumber.

B.00.38 Therepairshopmustbeableto verify all hourschargedformachinework. This will applyto
work doneby sub-contractorsor thecontractor. In-housework will be supportedwith copiesof
time cards.This verificationshallbesubmittedwith the invoice.

B.00.39 TheCity reservestheright to reviewall paymentsmadeto theContractorby auditinganyandall
documentsassociatedwith thiscontractat a laterdate. Subjectto suchaudit, anyoverpayments
shallberecoveredfrom theContractor.

B.00.40 TheContractorshallbe responsiblefor storageofthesubmersiblepumpunitsandall parts. Any
partslost ordamagedwhile in thepossessionoftheContractorshallbe repairedorreplacedat
Contractor’sexpense.
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B.00.41 Thepriceofpartssuppliedfor this contractis thetotal costoftheitem to theContractor
supportedby documentation.

B.00.42 Uponcompletionofanyrepairwork theContractorshallprovideto theCity, a full setof
completedteardownsheets,workperformedon theunit, testanddatasheetsincludingElectrical,
MachinistandMechanicalReport,andWindingDataReport. TheContractorshallestablishand
maintainrecordsfor atleastthree(3) yearsthattheproducthaspassedinspectionand/ortest
with definedacceptancecriteria(EASA AR100-1998 1.3.2).

B.00.43 TheCity mayawardto morethanoneContractorby groupsofsubmersiblepumpunits,aslisted
in “Exhibit A, Definition” ofthesedocuments.

B.00.44 TheLaborRatesofthe contractshallapplyto theworkperformedbytheContractor’spersonnel
for thework alreadyspecifiedin this documentor for anyworkunder“Additional Services.”
All non-fixedpriceworkcarriedoutby asubcontractorshallbe invoicedby theContractor,
underthe line item“Work by Sub-contractor.(OriginalInvoice).”

B.00.45 All labor to performteardowninspections,cleaning,disassembly,reassembly,winding, dipping,
baking,blasting,painting,balancing,testing anddocumentationshallbeincludedaspartofthe
baserewind/reconditioncostofthesubmersiblepump.

B.00.46 TheCity permitstheuseof OEMreconditioned/remanufacturedmotorin lieu oflocal
recondition-repairandrewind-repairof suchunits for its submersiblepumps. Contractorshall
furnishtheOEM documentationwith theinvoice.

B.00.47 TheBid Form BaseCostfor RECONDITION-REPAIRshall includeall costofsupervision,
labor,tools, equipment,andsuppliesto completetheworkasspecifiedhereinfor
RECONDITION-REPAIR. This BaseCostdoesnot includethecostofbearings,seals,
impellers,wearrings, heaters,andbrokenordamagedparts(whicharereimbursable),if
authorizedby theUDR.

B.00.48 TheBid Form BaseCost forREWIND-REPAIRshall includeall costof supervision,labor,
tools,equipment,supplies,andpartsto completetheworkasspecifiedhereinfor REWIND

-

REPAIR. This BaseCostdoesnot includethecostofbearings,seals,impellers,wearrings,
heaters,andbrokenordamagedparts(which arereimbursable),if authorizedby theUDR.

B.00.49 THE FIELD TIME SHEETSSHOULD BE SIGNEDDAILY BY A CITY OFHOUSTONSUPERVISORAT
THE FACILITY LOCATION, IFA CITY SUPERVISORIS AVAILABLE. ALL TIME SHEETSSHALL BE

APPROVEDBY THE CTR/EJDRONTHE LAST WORKING DAY OFEACH WEEK.

B.00.50 THE CITY SHALL BE BILLED ONLY FORTHE HOURSTHE CONTRACTORWORKS ON CITY EQUIPMENT
WHETHERAT CITY FACILiTY ORAT CONTRACTOR’S FACILITY. LABORRATE FORWORKAT A CITY

FACILITY SHALL COVERTHE TRAVEL EXPENSEOFTHECONTRACTOR. No ITEMIZED TRAVEL TIME

IS ALLOWED.

B.00.5l Whenevertheneedfor anentryintopermit-requiredconfinedspacesarises,the City of
Houston’sconfined-space-entry-teamwill performthework (whenremovingaunit, theCity will
deliver the unit to theContractor’sShop). In suchcases,theCity ofHouston’sconfined-space-
entry-teamshallbe in total control ofthework atthe site.

B.00.52 RESERVED
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B.00.53 At a City location, all machinery and equipment that are undergoing maintenance and repair
shall be locked-out/tagged-out (LOTO) to protect against accidental or inadvertent operation
when such operation could cause injury to personnel or damage to equipment. LOTOshall carry
out by “Authorized Personnel” only. “Authorized Personnel” may include qualified electricians,
mechanics, and operators.

B.00.54 The Contractor may form a “Joint Venture” with another qualified “Submersible pumpRepair
Shop” to do the work specified in these specifications.Thelegalpaperwork for the“Joint
Venture” shall be attached to the Bid Forms and shall be a part of the Contractor’s Submittal.
The “Joint Venture” is considered one Contractor.

B.01 EXPLOsION-PROOFSUBMERSIBLEPUMPUNITS (SUITABLE FORNECCLASSI, DiVISION I, GROUPD)

REPAIROFUNDERWRITERSLABORATORY (EJL) APPROVEDEXPLOSION-PROOFSUBMERSIBLEPUMP

REPAIROFFACTORYMUTUAL (FM) APPROVEDEXPLOSION-PROOFSUBMERSIBLEPUMP

B.01.0l The repair of UnderwritersLaboratory(UL) explosion-proofsubmersiblepumpsshallbe
performedin aUL approvedshopby skilled submersiblepumpmechanicsthat arefamiliarwith
repairpracticestypicalto explosion-proofsubmersiblepumps.

B.01.02 TherepairofFactoryMutual (FM) explosion-proofsubmersiblepumpsshallbeperformedin a
“Factory” approvedshopby skilled pumpmechanicsthatarefamiliarwith repairpractices
typical to explosion-proofsubmersiblepumps.

B.01.03 Only OEMpartsareallowedin therepairofUL approvedunits,exceptfor bearingsandseals.
NO OTHEREXCEPTION.

B.01.04 Only shaftsandsealscanbereworkedfor arepairofUL approvedunits.

B.01.05 Any castedcomponentofthesubmersiblepumpunit thatis damagedshallbereplaced.

B.01 .06 Therepaired“UL” unit shallbere-certifiedby anUL inspector.

B.01 .07 TheshopshallprovidetheCity with acopyofthe“UL” re-certificationdocument. The
certificateshallbeartheUL file number.
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B.02 REPAIRAND REPLACEMENT

B.02.01 TheContractorshallinspect,repair,and/ortroubleshootassembliesandsubassembliesofthe
submersible pumps in lieu of replacement unless the repair cost of the electric submersible
pumpsexceedsseventy(70)percentof the cost for replacing it with a new item.

B.02.02 Generallytheseventy(70)percentruleapplies,but theCityreservestheright to repairtheunit,
not to repairtheunit, orapurchaseanewunit. The decisionwill bebasedoneconomic
evaluationofthealternativesofthe caseandvariousoperationalconsiderationsoftheCity.

B.02.03 TheCTRmustapprove,in writing, thepurchaseofanewunit in lieu ofrepair.

B.02.04 Thenewunit shallmeetthelatestrevisionofCity’s MasterSpecificationSection11311
“SubmersibleWastewaterPumps.”

B.02.05 Thereplacementunit shallhavethesamepumpcharacteristicastheonebeingreplacedunless
otherwiseauthorized,in writing, by CTR.

B.02.06 Thereplacementunit shallhavebestavailable“Efficiency” motorunlessotherwiseauthorized,
in writing, by CTR.

B.02.07 Contractorshallusetheschedulein Bid Formsunder“Cost to ReplaceaUnit. . .“ to invoicethe
replacementcost.

B.03 SPECIFICTASKS AND SCOPEOFWORK

B.03.Ol Uponrequestfrom theUDR andwithin THREE(3)working daysthecontractorshall inspectthe
submersiblepumpattheWastewaterfacility. If repairscanbeperformedat City facility at the
time ofinspection,theContractorshalldo theneededrepairandrelease/returntheunit to
Operation.

B.03.02 If thesubmersiblepumpcanberepairedat City locationbutadditionalpartsandservicesare
needed,theContractorshallnotify theUDR andprepareascopeoftheworkwithin forty-eight
(48)hoursandsubmitit to theUDR for approval.TheContractor,uponreceiptofapproval,
shallcompletetherepairofthesubmersiblepumpwithin five (5)working daysand
release/returntheunit to Operation.

B.03.03 If thesubmersiblepumpcannotberepairedat City location,theContractorshallnotify theCTR.
Within forty-eight (48)hours,theContractorshallpull theunit from wetwell orpit, andloadthe
unit on Contractor’svehicle,andtransport/delivertheunit to Contractor’srepairfacility.

B.03.04 TheContractorshallfurnishhoist,crane,etc.for loadingandunloadingoftheunit at City
facilities andat Contractor’sfacility.

B.03.05 Beforedisassemblyoftheunit at Contractor’sshop,theContractorshallinspecttheunit and
documentthedamagedandmissingparts. In addition, theContractorshallphotographtheunit
andsub-assemblies,asreceived.Thesephotographsand anysubsequentphotographsoftheunit
andits partsshallbepartsoftherepairrecord.

B.03.06 TheContractorshallchemicallyandmechanicallycleanall externalsurfaces,asrequired.
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B.03.07 TheContractorshallperformelectricaltestsin accordancewith Section4 ofEASA AR-100-
1998, and record the measurements in the Teardown Report. These evaluation and diagnostic
testsshall include,butnot limited to, insulationresistanceto groundofwindingsandaccessories,
windingresistancetest,andsurge-comparisontest.

B.03.08 TheContractorshallmeasureinsulationresistanceto groundofwindingsandaccessorieswith a
500Volts megohmmeterwith recommendedminimuminsulationresistanceto groundasshown
inEASAAR100-19984.2.2.

B.03.09 Intheeventthatinsulationresistanceofthewindingsis below therecommendedminimum
value,themotorshallbedisassembled,andthewindingsshallbecleanedanddriedbeforesurge-
comparisontesting.

B.03.lO TheContractorshalldisassemblesubmersiblepumpunitsandcleanall internalparts.

B.03.11 TheContractorshall inspectall componentsofthesubmersiblepumpunitsandall critical areas
to determineif clearancesarewithin OEMtolerances,andthepartsmeetmanufacturer’s
specifications.

B.03.12 If needed,theCity will assisttheContractorto obtainthe OEM datafrom themanufacturers.

B.03.l3 TheContractorshall inspecttheunit andits shaftfor corrosion,erosion,chipping,scoring,and
otherdamagesandshallrecordthis observationon theTeardownReport.

B.03.14 TheContractorshall inspecttherotorshaftfor“roundness/runout”anddetermineif it is within
OEM tolerance.

B.03.15 TheContractorshall inspectthepumpcasing,impeller,shaftsleeve,andwearringsfor
corrosion,erosion,chipping,scoring,andotherdamagesandshallrecordthis observationon the
TeardownReport.

B.03.l6 TheContractorshall inspecttheshaftextensionsandkeyseats(keyways). Shaftextensionsmust
be smooth,polished,andconcentricwith shaftcenter. Shaftextensiondimensionshallbe
checked.

B.03.17 Contractorshallinspecteachbolt for damagedthreads.

B.03.18 Repairshall includesandblasting,weldingandmachiningasrequired. Otherrepairservices
shallinclude, butnot limited to,Non-DestructiveTesting(NDT), chroming,andmetallizingif
andwhenrequired.

B.03.19 Thecoreiron, if needed,maybegrit blastedwith glassbeads,walnutshells,corncobs,or similar
materials. It shallnotbeblastedwith silica, garnet,orothergrits,whichmaycauseshorts
betweenlaminations(EASA TechNote 16).

B.03.20 Contractorshalldeterminewhatpartsareto bemachinedorreplacedwith newparts. As a
minimumtheContractorshallreplaceall bearings,andsealswhentheoriginalunitwas
furnishedwith suchitems.

B.03.2l Within FIVE (5) workingdays[this timeperiodmaybeextendedby UDR to FIFTEEN(15)
daysmaximumon acase-by-caserequestfromthe Contractordueto thework loadat
Contractor’sshop]theContractorshallprepareandsubmitto theUDR ascopeoftherepair
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work to becarriedout on theunit,which shall includeagoodfaithanddetailedcostestimate.
This costestimateshall includeabrief descriptionoftheworkto beperformed,costfornew
replacementOEMparts,estimatedadditionallaborhoursrequiredfor therepairof theunit not
coveredunderBaseCost,andshall includethe estimatedtime for deliverytimeofpartsand
expectedcompletiondateofthework.

B.03.22 TheUDR will inspectthetear-downedunit, reviewtheContractor’sproposedwork scopeand
costestimate,andrevise/approvetheworkscope/costestimate.

B.03.23 Uponwrittenacceptanceof costestimateby theUDR, Contractorshallproceedwith repairs.
TheContractorshallcommenceto workon theunit andcompletetherepairwithin the allocated
time for deliveryof suchitem:

B.03.23.1 SubmersiblePumps125 HP andsmaller 8 weeks
B.03.23.2 SubmersiblePumpslargerthan125 HP 12 weeks

B.03.24 TheContractorshallnotify theUDR immediatelyif theContractorcannotcompletethejob
within thecontractuallyagreedtime periodofitemB.03.19. TheContractorshallsubmitto
UDR adetailedexplanationfor thedelaywith anewscheduleto completethejob.

B.03.25 At all timesduringtherepairprocess,ContractorshallmaintainCity’s equipmentin acleanand
weatherprotectedstoragearea.

B.03.26 Therotorassemblyshallbecheckedfor total indicatedrunout andrecordedon therotor
informationsheet.Thecheckshallbecarriedout in precision“V-Blocks.

B.03.27 Shaftsealsurface,bearingjournals,shallbemicrometercheckedandrecordedon therotor
informationsheet.

B.03.28 Endbellsandbearinghousingcritical dimensionsshallbemicrometercheckedandrecordedon
themechanicalinspectionsheet.

B.03.29 Theabovemeasurementsshallbesubmittedto UDR, alongwith theelectricalandmechanical
datasheets,duringtheteardowninspection.

B.03.30 ReplacementbearingsshallhaveanL10 ratinglife in accordancewith ANSIIAFBMA ofat least
40,000hours. If theL10 ratinglife oftheexistingbearingis largerthan40,000hours,the
Contractorshallreplacethebearingwith thesameLl 0 ratinglife bearingastheexistingone.

B.03.31 TheContractorshallensurethequality ofvarnishin theDip TankandtheVPI systemby
samplingandtestingthevarnisheverythreemonths. TheContractorshallhavethevarnish
quality reportsavailablefor reviewbytheCity InspectionTeamandtheUDR.

B.03.32 After partshavebeenrepaired,Contractorshallput togethertherotatingassemblyandbalanceit.
TheContractorshallbalancetherotor first, andthenbalancethe assembledrotor and

impeller.

B.03.33 TheContractorshallreassemblethe submersiblepumpunit, test, sealandpaint, asrequired.

B.03.34 Surfaceofall RECONDITION-REPAIRandREWIND-REPAIRunitsshallbepreparedfor
paintingto white metalfinish byblastcleaningto SSPC-SP5.
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B.03.35 Surfaceofall RECONDITION-REPAIRandREWIND-REPAIRunits shall be primed and
finished,in an approvedpaintbooth,usingtheunitmanufacturer’sstandardepoxypainting
system:
The minimum Prime coat thickness shall be 3 mils DFT, dryfilm thickness(DFT).
Theminimumfinish coatthicknessshallbe 6 mils DFT, dry film thickness(DFT).

B.03.36 If manufacturer’s“standardepoxypainting”informationis not available,thefollowing industrial
coatingspecificationfor surfaceofpumpsandequipmentshallbefollowed:
Theprimerandfinish coatsshallbetwo-component,rust-inhibitive,polyamide-curedepoxy
coatingwith arecoatablefinish,
TheprimecoatshallbeAmeron38P,Tnemec69, orequal.
Thefinish coatshallbeAmeron38S,Tnemec69, orequal.

B.03.37 Changesto paint specifications(item B.03.34,B.03.35andB.03.36)shallbeapprovedin writing
by UDR prior to applicationofpaint.

B.03.38 Theuserdepartmentwill specifythepaint color.

B.03.39 Wheneverneeded,only OEM specifiedlube/coolingoils, or equal,shallbeusedin theoil
chamber.Thelube/coolingoils shallbebiodegradable,nontoxic,andFDA approved.

B.03.40 Only OEM specifiedgreases,or equal,shallbeusedin thebearings.

B.03.41 All electricalwork for RECONDITION-REPAIRandREWIND-REPAIRoftheunits shallbe in
accordancewith ItemB.04 MOTORINSPECTIONAND REPAIR,unlessotherwisespecifiedin these
specifications.

B.03.42 TheContractorshallreturntherepairedunit to aCity facility, checktheall associated
equipment,install theunit into pit/wetwell, andreconnectcablesandpiping.

B.03.43 TheContractorshallensurethatall electricalcontrolfor alarms-shutdownofthesystemsare
operationalandaresetasspecifiedby OEMbeforethefieldtestrun.

B.03.44 TheContractorshallhavetheOEM’s informationon theimpellerandimpellerperformance
curve,electricaldata,andtemperaturedataoftheunit athandbeforethestartoftheunit.

B.03.45 Beforestartoftheunit, theContractorshallcheckthesystemfor any abnormalconditionsand
recordit accordingly. All deficienciesshallbecorrectedbeforestartoftheunit.

B.03.46 TheContractorshallmeasure/recordthevoltageandcurrentreadingsofthesystematNO LOAD
andatFULL LOAD andshallcomparethesereadingswith theOEMvalues. Any deviationsor
unusualconditionsshallbeevaluatedandcorrected,if needed.

B.03.47 Thevibrationlevels,if measured,shallbeasspecifiedby theOEM. If needed,theCity will
assisttheContractorto obtaintheOEMdatafrom themanufacturers.

B.03.48 Thefmal checkofthesystemshallbemadeattheend ofthetestrunwhenthesubmersiblepump
andthesystemhavereachedtheiroperatingconditions. All adjustmentsand/ormodifications
neededshallbemadebeforeplacingtheunit intopermanentservice.

B.04 MOTORINSPECTIONAND REPAIR
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B.04.Ol MOTORINSPECTIONAm~ll REPAIR-GENERAL

B.04.Ol.Ol

B.04.01.02

B.04.01.03

B.04.01 .04

B.04.01.05

B.04.01.06

B.04.01 .07

B.04.01 .08

TheContractorshallprovidearepairdatasheetshowingthe conditionofthemotoruponreceipt,
therepairworkdone,andthefinal testresults.

Duringdisassembly,themotorshallbevisually inspectedto determinecauseoffailure,
including electrical and/or mechanical failure. Stators shall be removed from the housing.

Stator winding phase to ground insulation shall be checked with a 500 volt megger and the
resultsnotedon theinspectionform.

Stator winding shall be checked for shorts using surge-comparison tests and all values to be
recorded.

The rotor assembly shall be inspected for wear, scoring, cracks, and the check for open rotor bars
shallbedonewith agrowlerandmagneticpaper.

All statorsthatareto berewoundshallbe tested“after” burnoutandremovalofthewindingwith
acorelosstesterandaprintout of thetestshallbesubmittedto theUDR.

Shaftsealsurface,bearingjournalsandcoupling fit, shall be checked with a micrometer and
recorded on the rotor information sheet.

Theinsulatingmaterialin therewindingoftheunit shallhaveaClass“F’ rating.

B. 04 . 02 MOTORINSPECTIONAND REPAIR-RECONDITION-REPAIR

B.04.02.01

B.04.02.02

B.04.02.03

Motors,whichhavebeendesignatedfor repair-reconditionandhavebeenthoroughlycleaned
freefrom dirt, grit, grease,oil, andproperlydriedshallbeinspectedfor windingdamage. The
damagedareasshallberepaired.

Motor insulationshallbewashedwith hot soapywater200degreesF at 3OPSIandthenwith
freshwater. After cleaning,unitmustbebakedbetween250 and275 degreesF until an
acceptableinsulationlevel is obtained.

Reconditionedmotorsshallreceiveaminimumoftwo (2) dips andbakedin insulatingresin.
Statorshallbebakedat insulationresinmanufacture’srecommendedtemperatureandtimeto
assurefull curing. Statorshallberemovedfrom housingforthis process.

B.04.03 MOTORINsPECTIoNAND REPAIR-REWIND-REPAIR

B.04.03.01

B.04.03.02

B.04.03.03

Thestatorcoreshallbeverticallysetin theburnoutoven. Afterburnoutandwinding removal,
thecoreandframeshallbeallowedto coolbynaturalconvectionwithout forcedair to avoid
overstressorwarping. Maximumburnouttemperatureshallbe 650 degrees“F” to avoiddamage
to laminations.

TorchheatingshallNOTbeusedfor statorcleanup.

Thestatorcoreshallbeblastedto abaremetalfinish. Referto ItemB.03.l9ofthese
specificationsforthetypeofgrit permittedforblasting.
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B.04.03.04

B.04.03.05

B.04.03.06

B.04.03.07

B.04.03.05

B.04.03.06

B.04.03.07

B.04.03.08

B.04.03.09

B.04.03.10

B.04.03.1 1

B.04.03. 12

B.04.03.l3

B.04.03.l4

B.04.03.15

B.04.03.16

B.04.03.17

The coreshallbethoroughlycleaned;thestatorcoreshallbeexaminedfor laminationdamage
suchasfusing ormetal lossdueto arcs.

Fusedlaminationsshallbe separatedeitherby grindingor filing. Bent laminations shall be
realignedandall protrusionsinto theslot areashallbefiled orgroundsmooth. Statorcoresshall
not be re-stacked without user departmentapproval.

Beforeanewwinding is installedin astator,thewinding datashallbeverified to assurethatan
original factory equal winding is being installed. If the manufacturer’s data is not available, the
winding datashallbeverifiedto assureit conformsto therelevantEASA data.

Coils shall be formed with the same number of turns as the original winding. Resistance of the
rewound stator shall be the same as the original winding.

Coils shall be machine wound with sufficient wire tension to obtain freedom from crossovers and
uniformcross-sectioncoils.

Stator winding extensions shall be shaped to ensure adequate winding clearance on motor
reassemble.

Phaseinsulationshallbe installedbetweenphasecoils, priorto coil lacing, to minimizephase-to-
phasecontact.Separatorsshallbeinstalledbetweenthetop andbottomcoil in thecoreslots.

Pre-formed slot wedges shall be used to secure the winding in the stator slot, with shim material
asnecessaryto assuretightness.

After thewinding is complete,acheckshallbemadeto insuretheslot insulationoverhangsthe
core slot edges and is not broken or torn at the core slot edges.

All winding and lead connections shall be brazed with a “silver content” rod and insulated with
Class“F” insulation.

The winding, connections and leads shall be securely laced to form an integral assembly with
adequate physical clearance to ground.

All leadsbroughtinto theconnectionbox shallbenumberedandequipped with a compression
lug with NEMA standardbolthole.

The finished stator winding insulation to ground shall be checked with a 500 Volts megger. The
minimumacceptableinsulationresistancereadingshallbe 10 megohms.

Thecompletedstatorshallbepreheatedin atemperature-controlledovento class“F” operating
temperatureandheldat this temperaturefor one (1) hour.

Statorshallbe allowedto coolby naturalconvectionto thetemperaturerequiredby insulation
resinmanufacturerprior to beingdippedin insulatingvarnish.

Statorshallbedippedthree(3) timesin insulatingvarnish,repeatingprocessesofitems
B.04.03.14andB.04.03.15

Form-woundRewoundstatorsshallgo throughVPI.
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B.04.03.18

B.04.03.l9

Bakingshallbedonein atemperaturecontrolledand forceventilatedovento effectacomplete
anduniform curepermanufacturer’sinstructions.

Resinshallbecompletelyremovedfrom thestatorframemechanicalfit, outerpaint surfaces,and
theinnerboreofthestator.

B.05

B.05.Ol

B.05.02

B.05.03

B.06

B.06.0l

B. 06 . 02

B.06.03

B.06.04

B.06.05

B.07

B.07.01

STANDARD RESPONSETIMES

Contractorshallbeaccessibleto theCity via telephoneduringCity ofHoustonnormalbusiness
hours. TheContractorshallbereadyto startwork onanyunitwithin twenty-four(24)hoursof
receivingthecall for theservice.

Contractorshallbeavailableandaccessibleto theCityvia telephoneto work overtimeif
requestedby theUDR.

Contractorshallstartanemergencyjob immediately,without schedulingdelays,andwill notbe

restrictedto normalworkinghours. UDR shallcoordinatetheemergencyandovertimework.

REPAIRTECHMCIANS

TherepairtechniciansoftheContractorshallbequalified,properlytrainedin repair-recondition
andrepair—rewindofsubmersiblepumpsofthetypeandsizesspecifiedfor this contract.

TherepairtechniciansoftheContractoishallhaveaminimumofthree(3) yearsexperiencein
repair-reconditionandrepair—rewindof submersiblepumpsofthe sizes(voltageand
horsepower)specifiedin this contract.

TheContractorshallfurnishdetailedresumeof thetechniciansto the City InspectionTeam
duringtheTeam’svisit ofthe Contractor’sfacility.

TheContractor’selectricianworkingunderthiscontractat City ofHoustonWastewater
Operations’facilities shallbeaJourneymanElectricianlicensedby City of Houston.

Theserequirementsshallapplyto all ofthesub-contractorswho work for theContractorto work
on City’s submersiblepumpsunderthis contract.

ACCEPTANCEOFREPAIR

SHOP“RUN” TEST

B.07.0l.01

B.07.01.02

B.07.01.03

The UDRshall inspect the repairedunit before the performancetest canbegin. It is the
Contractor’sresponsibilityto ensurecommunicationhasbeenestablishedwith theUDR for
witnessingoftheperformancetest.

All controlsensingdevicesshallbecheckedto ensuretheymeettheOEM specifications.The
controlsensingdevicesshall include(butnot limited to) thermalsensors,moisturesensors,and
thermistors.

Performinsulationresistancetestbeforeconductinghigh-potentialtestusinga 500 Volts
megohmmeter.
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B.07.01.04

B.07.0l.05

B.07.01.06

B.07.01.07

B.07.Ol.08

B.07.Ol.09

Performhighpotentialtestofwindings(newor reconditioned)asstatedin EASA AR100-1998,
Item4.4 High-PotentialTests.

NO LOAD testrunofthesubmersiblepumpshallbeperformedatits highestratedvoltageand
frequency. . The voltage andcurrentimbalanceshallNOT exceedOEMspecifiedvalues. If
OEMvaluesarenot availableIEEE and/orNEMA valuesshallbereferenced. Contractorshall
record all readings and computations.

Thesubmersiblepumpsunit shallbesecurelymounted,to a leveledmetalbase-plateorseton
standardrubberisolation pads while vibration readings are taken.

Vibration level measurements shall be taken on the completely assembled unit atthebearing
housings(horizontal,axial andverticalpositions)adjacentto theshaft. Thevibrationlevel limits
setin B.00.34shallnotbe exceeded.

If deficienciesaredetected,therepairwork shallberejectedandthecontractorshallmakethe
necessaryrepairs,adjustmentsorreplacements.

After correctiveactionsaremade,theunit shallgo throughanewShoptestrunbeforetheunit is
dispatchedto be installedandundergoFieldTestRun.

B.07.02 FINAL ACCEPTANCETESTS,THE FIELD “RUN TEST”

B.07.02.01

B.07.02.02

B.07.02.03

B.07.02.04

B. 07. 02 . 05

B.07.02.06

B .07.02.07

The UDRshall inspect the repaired unitbeforetheField RunTestcanbegin. It is the
Contractor’sresponsibilityto ensurecommunicationhasbeenestablishedwith theUDR for
witnessingoftheperformancetest.

After the unit is continuously under site’s FULL LOADcondition for at least twenty-four hours
(actualrunwill be < or = to 24 hours), the Contractor shall measure/record data of startandrun.
Acceptablevaluesofall readingsareasspecifiedby theOEM. Thevoltageandcurrent
imbalance shall NOTexceed OEMspecified values. If OEMvalues are not available IEEE
and/orNEMA valuesshallbe thereference. Contractorshall recordall readingsand
computations.

If deficienciesaredetected,therepairworkshallberejectedandthecontractorshallmakethe
necessaryrepairs,adjustmentsorreplacements.

After corrective actions are made, the unit shall go through a new Field Run Test before the unit
is accepted.

Therepairrecordandreportcoveringteardownreport,photographsoftheconditionoftheunit,
specificmeasurements,andtestssuchasbalancingofrotatingelements,vibrationmeasurements,
mechanicalmeasurements,startcurrent,runcurrent,insulationlevel, andothersshallbekeptfor
threeyearsby theContractor,andshallbefurnishedto theCity if requestedby UDR.

A typedcopyofRepairDataSheetscoveringresultsofspecifictestssuchasrotorbalance,
vibrationmeasurement,electricaltestingresults,mechanicalmeasurements,rewindingdata,and
final ShopFinal Testaswell asField RunTestsheetsshallbe includedwith theshipmentofall
repairedsubmersiblepumpsunits, if requestedby UDR.

TheCity shallnotmakeanypaymentto theContractoruntil ALL correctiveactionsaremade
and the equipment repair is accepted.
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B.08 SILENCEOFSPECIFICATIONS

Theapparentsilenceofthesespecificationsasto anydetail,or apparentomissionfrom it ofa
detaileddescriptionconcerninganypoint, shallberegardedasmeaningthatonly thebest
commercialpracticeis to prevail andthatonly materialandworkmanshipofthefinestquality
areto beused. All interpretationsofthesespecificationsshallbemadeon thebasisofthis
statement.

B.09 LABOR RATE

Thelaborrateshall includeALL costsfor aqualifiedpersonto work on andrepairtheCity
equipmentincludingwages,all companybenefits,andcompanyprofit.

B. 10 ADDITIONAL SERVICES

B.10.01 Prior to commencementofanyAdditional Services,”Contractorshallsubmitawrittenproposal
for approvalby UDR describingthework to bedoneandincludeagoodfaith estimateofthe
cost. Theproposalshallincludeasaminimumalist ofrepairs,sub-contractor(s),anda schedule
oftherepairs.

B. 10.02 ContractorshallperformAdditionalServicesusingtheunit ratesin the“Bid Forms” asspecified
for the type of serviceprovided. If the “Bid Forms” do not cover the work the Contractor shall
be paid on the reimbursable cost-plus basis. Timing of anyAdditional Servicesshallbemutually
agreeduponin writing betweentheUDR andthe Contractor.

WARRANTIES

B. 11.01 Contractorshallobservethehigheststandardsofdiligenceandcarein theperformanceofrepair
servicesand shall meticulously follow the standards andprocedures required by the equipment
manufacturer.

B.1l .02 The Contractor furtherwarrantsthat all service andreplacementpartsit providesshallbe in strict
compliancewith all applicableregulations.

B.1 1.03 A minimum full warranty of 12 months is required upon completion of repair services. The
warrantyperiodshallbeginaftersatisfactorytestrunandthedaytheCity officially acceptsthe
repairedunit.

B. 11.04 During thewarrantyperiodALL relatedwork shallbestartedby Contractorwithin twenty-four
(24)hoursafternotificationandshallbecompletedwithin ten(10)days.

B. 11.05 During the warrantyperiod ALL failed unitsshallbere-repairedorreplacedatContractor’s
expenseif failureoccursundernormaloperatingconditionsorif the failure is dueto faultyparts
or negligence of the Contractor.

B. 11.06 If the number of days a unit is out service for warrantyrepair exceeds ten (10) business days, the
warrantyshallbeextendedby thenumberofcalendardaystheunit hasbeenout ofservice.

B.l2 INVOICES

Contractor shall submit invoices for payment in triplicate (one original and two copies) that are
on Contractor’s company stationary with the original signed by an authorized agent of the
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company.Theinvoicenumbershallnotbeduplicatedduringthetermofthe contractperiods.
ALL SUPPORTINGDOCUMENTS SHALL BE ORIGINAL. Eachinvoiceshallincludein detail the
following informationandsupportingdocuments:

B.12.01 City Contract number, City Ordinance number, City Organization number, City equipment El
Number, City Work Order Number, and Contractor’s Job number

B. 12.02 Contractor’s Job Number shall appear clearly on all time sheets, invoices, and suppliers’ invoices
B. 12.03 Contract Year shall appear clearly on all time sheets, invoices, and suppliers’ invoices
B.12.04 Contractor’snameandaddressandwherethe servicewasperformed
B.12.05 City Facilitynumberandaddresswhereequipmenthadbeenpriorto repairservices
B. 12.06 City Facility number and address where equipment was delivered to after repair services
B.12.07 Teardown Repair Form and Repair Scope
B. 1 2.08 Cost Estimate Form with detailed description of services rendered.

B.12.09 DescriptionofPartsor components repaired or replaced. Provide Part Numbers, listing before
andafterdiscount. If partsareOEMreconditioned,thecoststo reconditionedpartsmustbe
listed aswell asthecostofnewOEMparts.

B.12.l0 DetailedinvoicesofSubcontractorswith descriptionofworkperformed,hours,andtotal cost.
B.12.l 1 Detailedcostof labor(laborhoursandratesasquotedin Bid Forms)for in-housework.
B.12.12 Subtotalthecostsfor partsandlaborseparately.
B.12.13 Clearlyindicatethecostoftherepairoftheunit asapercentageofcostfor anewunit
B.12.l4 City deliveryandpickuptickets
B.l2.l5 UL re-certificationfor explosion-proofunits
B.12.16 FinalAcceptanceTestsForm
B.12.17 All unit pricesfor laborandpartsshallbeeasilyidentifiedagainstthequotedcontractpricing
B.12.18 Total costforthejob

Mail invoicesto AccountsPayable:
AppropriateDepartment
P.O. Box
Houston,Texas.

B.13 Additions & Deletions:
The City, by written notice from the City Purchasing Agent to the Contractor, at any time during
thetermofthis contract,mayaddordeletelike or similarequipment,locationsand/orservicesto
thelist ofequipment,locationsand/orservicesto beperformed.Any suchwrittennoticeshall
take effect on the date stated in the notice from the City. Equipment, locations and/or services
addedwill besubjectto thecontractservicesandchargesorratesasan itemalreadyspecifiedin
the fee schedule. In the event the additional equipment, locations and/or service is not identical
to any itemalreadyundercontract,the chargesthereforewill thenbetheContractor’snormal
andcustomarychargesor ratesfor theequipment,locationsand/orservicesclassifiedin thefee
schedule.

B.14 ESTIMATED QUANTITIES NOTGUARANTEED
The estimated quantities specified herein are not a guarantee of actual quantities, as the City does
not guaranteeanyparticularquantityof largesubmersiblepumprepairservicesduringtheterm
ofthiscontract. Thequantitiesmayvarydependingupontheactualneedsoftheuser
Department.Thequantitiesspecifiedhereinaregoodfaith estimatesofusageduringthetermof
this contract. Therefore,theCity shallnotbeliable for any contractualagreements/obligations
the Contractorentersinto basedontheCity purchasing/requiringall thequantitiesspecified
herein.
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B.15 WARRANTY OF SERVICES
a) Definitions: “Acceptance”asusedin this clause,meanstheactofanauthorizedrepresentative

oftheCityby which theCity assumesfor itself, approvalof specificservicesaspartialor
completeperformanceof thecontract.

“Correction”asusedin this clause,meansthe eliminationofadefect.

b) Notwithstandinginspectionandacceptanceby the City oranyprovisionconcerningthe
conclusivenessthereof,theContractorwarrantsthatall servicesperformedunderthiscontract
will, at thetimeof acceptance,be freefrom defectsin workmanshipandconformto the
requirementsofthis contract. TheCity shallgive writtennoticeofanydefector
nonconformanceto theContractorwithin aone-yearperiodfrom thedateofacceptanceby the
City. This noticeshallstateeither(1) thatthe Contractorshallcorrectorre-performany
defectiveornon-conformingservicesatno additionalcostto theCity, or (2) thattheCity does
not requirecorrectionorre-performance.

c) If the Contractoris requiredto correctorre-perform,it shallbeatno costto theCity, andany
servicescorrectedorre-performedby theContractorshallbesubjectto this clauseto thesame
extentaswork initially performed. If theContractorfails orrefusesto correctorre-perform,the
City may,by contractor otherwise,correctorreplacewith similar servicesand chargeto the
Contractorthe costoccasionedto theCity thereby,ormakean equitableadjustmentin the
contractprice.

d) If theCity doesnotrequirecorrectionorre-performance,theCity shallmakeanequitable
adjustmentin thecontractprice.
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REVISED 09/11/02

EXHIBIT “BB-1”
City of Houston, Wastewater Operations

Large SubmersiblePumps

City of Houston
WastewaterOperations

Large SubmersiblePumps

Location Facility

Number

FACILITY

ADDRESS

KEY

MAP

PUMP

#

El

#

PURPOSE Manufacture

BISSONNET#4 474 8620Bissonnet 530-T 1 LIFT PUMP FLYGT

BISSONNET#4 474 8620Bissoimet 530-T 2 LIFT PUMP FLYGT

BISSONNET#4 474 8620Bissonnet 530-T 3 LIFT PUMP FLYGT

BISSONNET#4 474 8620Bissonnet 530-T 4 LIFT PUMP FLYGT

BISSONNET#4 474 8620Bissonnet 530-T 5 LIFT PUMP FLYGT

MAGNOLIA/HEDRICK 129 1707Hedrick 495-S 1 LIFT PUMP KSB

MAGNOLIA/HEDRICK 129 1707 Hedrick 495-52 LIFT PUMP KSB

MAGNOLIA/HEDRICK 129 1707 Hedrick 495-53 LIFT PUMP KSB

MAGNOLIA/HEDRICK 129 1707Hedrick 495-S4 LIFT PUMP KSB

CLINTONDR. #2 399 4309 Clinton Dr. 494-K 1 LIFT PUMP FLYGT

CLINTONDR. #2 399 4309 Clinton Dr. 494-K 10 LIFT PUMP FLYGT

CLINTONDR. #2 399 4309 Clinton Dr. 494-K 11 LIFT PUMP FLYGT

CLINTONDR. #2 399 4309 Clinton Dr. 494-K 12 LIFT PUMP FLYGT

CLINTON DR. #2 399 4309Clinton Dr. 494-K13 LIFT PUMP FLYGT

CLINTONDR. #2 399 4309 Clinton Dr. 494-K 14 LIFT PUMP FLYGT

CLINTONDR. #2 399 4309 Clinton Dr. 494-K 2 LIFT PUMP FLYGT

CLINTONDR. #2 399 4309 Clinton Dr. 494-K 3 LIFT PUMP FLYGT

CLINTONDR. #2 399 4309 Clinton Dr. 494-K 4 LIFT PUMP FLYGT
CLINTON DR. #2 399 4309ClintonDr. 494-K5 LIFT PUMP FLYGT
CLINTON DR.#2 399 4309ClintonDr. 494-K6 LIFT PUMP FLYGT
CLINTON DR.#2 399 4309ClintonDr. 494-K7 LIFT PUMP FLYGT
CLiNTON DR.#2 399 4309ClintonDr. 494-K8 LIFT PUMP FLYGT
CLiNTON DR.#2 399 4309ClintonDr. 494-K9 LIFT PUMP FLYGT

DAIRY ASHFORD#4 430 3600Dairy AshfordRd. 528-D2 LIFT PUMP FLYGT
DAIRY ASHFORD#4 430 3600Dairy AshfordRd. 528-D3 LIFT PUMP FLYGT
GREENSBAYOU 096 12870 1/2 GreensBayou 496-H 1 LIFT PUMP FLYGT
GREENSBAYOU 096 12870 1/2GreensBayou 496-H2 LIFT PUMP FLYGT
GREENSBAYOU 096 12870 1/2GreensBayou 496-H3 LIFT PUMP FLYGT
GREENSBAYOU 096 12870 1/2GreensBayou 496-H4 LIFT PUMP FLYGT

GULF FRWY#2 098 8209GulfFreeway 535-T 1 LIFT PUMP FLYGT
GULF FRWY#2 098 8209GulfFreeway 535-T 2 LIFT PUMP FLYGT
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GULF FRWY#2 098 8209GulfFreeway 535-T 3 LIFT PUMP FLYGT

GULF FRWY#2 098 8209GulfFreeway 535-T4 LIFT PUMP FLYGT

KEEGANSBAYOU 250 9401White ChapelLn. 530-S INFLUENT FLYGT

KEEGANSBAYOU 250 9401White ChapelLn. 530-S INFLUENT FLYGT

KEEGANSBAYOU 250 9401 White Chapel Ln. 530-S INFLUENT FLYGT

KEEGANSBAYOU 250 9401 White ChapelLn. 530-S INFLUENT FLYGT

MAXEY RD 411 909 MaxeyRd. 496-G1 LIFT PUMP KSB

MAXEY RD 411 909 MaxeyRd. 496-G2 LIFT PUMP KSB

MAXEY RD 411 909 MaxeyRd. 496-G3 LIFT PUMP KSB

N. ELDRIDGEUP 122 10111/2N. EldridgeParkway488-C2 LIFT PUMP FLYGT

N. ELDRIDGEUP 122 10111/2N. EldridgeParkway488-C3 LIFT PUMP FLYGT

N. ELDRIDGEHP 122 10111/2N. EldridgeParkway488-C4 LIFT PUMP FLYGT

SOUTHWEST 190 4211 Beechnut 531-P 1 INFLUENT KSB

SOUTHWEST 190 4211 Beechrnit 531-P 2 INFLUENT KSB

SOUTHWEST 190 4211 Beechnut 531-P 3 INFLUENT KSB

SOUTHWEST 190 4211 Beechnut 531-P 4 INFLUENT KSB

SOUTHWEST 190 4211 Beechnut 531-P 5 INFLUENT KSB

SOUTHWEST 190 4211 Beechnut 531-P6 INFLUENT KSB

SOUTHWEST 190 4211 Beechnut 531-P 7 INFLUENT KSB

SOUTHWEST 190 4211 Beechnut 531-P8 INFLUENT KSB

SOUTHWEST 190 4211 Beechnut 531-P 9 INFLUENT KSB

SOUTHWEST 190 4211 Beechnut 531-P 10 INFLUENT KSB

SOUTHWEST 190 4211 Beechnut 531-P 1 UNDERFLOW KSB
SOUTHWEST 190 4211 Beechnut 531-P 2 UNDERFLOW KSB
SOUTHWEST 190 4211 Beechnut 531-P3 UNDERFLOW KSB
SOUTHWEST 190 4211 Beechnut 531-P4 UNDERFLOW KSB
SOUTHWEST 190 4211 Beechnut 531-P 5 UNDERFLOW KSB

SOUTHWEST 190 4211 Beechnut 531-P 6 UNDERFLOW KSB
SOUTHWEST 190 4211 Beechnut 531-P 1 RETURNFLOWEBARA
SOUTHWEST 190 4211 Beechnut 531-P2 RETURNFLOWEBARA
SOUTHWEST 190 4211 Beechnut 531-P3 RETURNFLOWEBARA
SOUTHWEST 190 4211 Beechnut 531-P4 RETURINFLOWEBARA
SOUTHWEST 190 4211 Beechnut 531-P5 RETURNFLOWEBARA

SOUTHWEST 190 4211 Beechnut 531-P 1 EFFLUENT FLYGT
SOUTHWEST 190 4211 Beechnut 531-P 2 EFFLUENT FLYGT
SOUTHWEST 190 4211 Beechnut 531-P 3 EFFLUENT FLYGT
SOUTHWEST 190 4211 Beechnut 531-P 4 EFFLUENT FLYGT
SOUTHWEST 190 4211 Beechnut 531-P 5 EFFLUENT FLYGT
SOUTHWEST 190 4211 Beechnut 531-P 6 EFFLUENT FLYGT
SOUTHWEST 190 4211 Beechnut 531-P 1 BACKWASH FLYGT
SOUTHWEST 190 4211 Beechnut 531-P 2 BACKWASH FLYGT
SOUTHWEST 190 4211 Beechnut 531-P 3 BACKWASH FLYGT
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SOUTHWEST 190 4211 Beechnut 531-P4 BACKWASH FLYGT

TIDWELL TIMBERS 498 10545Tidwell Rd. 456-B 1 LIFT FLYGT

TIDWELL TIMBERS 498 10545Tidwell Rd. 456-B2 LIFT FLYGT

TIDWELL TIMBERS 498 10545Tidwell Rd. 456-B3 LIFT FLYGT

UPPERBRAES 286 13525Old Westheimer 529-A INFLUENT KSB

UPPERBRAES 286 13525Old Westheimer 529-A INFLUENT KSB

UPPERBRAES 286 13525Old Westheimer 529-A INFLUENT KSB

UPPERBRAES 286 13525Old Westheimer 529-A INFLUENT KSB

UPPERBRAES 286 13525Old Westheimer 529-A INFLUENT KSB

UPPERBRAES 286 13525Old Westheimer 529-A INFLUENT KSB

UPPERBRAES 286 13525Old Westheimer 529-A 1NFLUENT KSB

UPPERBRAES 286 13525Old Westheimer 529-A INFLUENT KSB

UPPERBRAES 286 13525Old Westheimer 529-A INFLUENT KSB

W.C.I.D. #28 052 12001 Sowden 451-J 3 LIFT PUMP FLYGT

W.C.I.D. #051 226 4900Gallagher 571-R4 100627LIFT PUMP KSB
W.C.I.D. #051 226 4900Gallagher 571-R5 100630LIFT PUMP KSB
W.C.I.D. #051 226 4900Gallagher 571-R6 100633LIFT PUMP KSB
W.C.I.D. #051 226 4900Gallagher 571-R7 100636LIFT PUMP KSB
W.C.I.D. #076 458 13535RiverTrail Drive 415-A 1 LIFT HOMA
W.C.I.D. #076 458 13535RiverTrail Drive 415-A2 LIFT HOMA
W.C.I.D. #076 458 13535 RiverTrail Drive 415-A 3 LIFT HOMA
W.C.I.D. #111 279 10601 HuntingtonPoint 528-Y3 62649 LIFT PUMP KSB
W.C.I.D. #111 279 10601 HuntingtonPoint 528-Y4 62650 LIFT PUMP KSB
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Contractor:

EXHIBIT “BB-2”
Teardown and Recommended Repair Form

City of Houston
Public Works & Engineering Department

Large Submersible Pump Repair Service Contract
SampleOnly, ActualForm is subjectto changeby CTR afterAwardofthe contract

Contractor Job #:

Contract #: Ordinance #: City Work Order #:

City Facility Name:

Stator Megger Test:

Cable Megger Test:

Surge Test: ______

Core Loss Test:

_City Facility #: El #:

—I

Recommendation:

Other Repairs Needed:

Parts Description:

Prepared By: ________

Recondition-Repair: Rewind-Repair: __________

Visual Inspection:

Power Cable
Cable Information:

Control Cable

. I

[Size
Size

Bearings
Bearinas
Valute

I Lenqth
I Length I Condition

ODE Size

Wear Rinqs
Slide Rail Bracket

Condition

Discharge Face

DE Size Condition
LQoodition

Shaft DE
Shaft ODE
Face of Rotor

Job Title: Date:
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EXHIBIT “BB-3”
U. L. Certification Form

City of Houston
Public Works & Engineering Department
Large Submersible Pump Repair Service

SampleOnly,ActualForm issubjectto changeby CTR afterAwardof the contract

Contractor: ___________

Contract #: ___________

City Facility Name:

Nameplate Information:
Make:
Model:
Serial:

Ordinance #:

City Facility #:

HP:
Hz:

Contractor Job #: _______

— City Work Order #: ____

______________El #:

RPM:
~SF:

OLD U.L. SERIAL #________

ORIGINAL CLASS________

REBUILT CLASS__________

DATE NEW SERIAL # ISSUED

WORK DONE

NEW SERIAL #

- ORIGINAL GROUP

REBUILT GROUP

SUBMERSIBLE PUMP MFGR

SUBMERSIBLE PUMP SERIAL #

FRAME

HP VOLTS________

INSULATING CLASS_________

U.L. INSPECTOR NAME:_____

U.L. INSPECTOR EMPLOYEE #:

AMPS CODE____________

THERMOSTAT MOUNTING CODE______

Volt:
Amp:
Imoeller Code:

Page 57 of 91



EXHIBIT “BB-4”
Shop Acceptance Tests Form

City of Houston
Public Works & Engineering Department

Large Submersible Pump Repair Service Contract
SampleOnly, ActualForm is subjectto changeby CTR afterAwardof thecontract

Contractor: Contractor Job #:

Contract #: Ordinance #: City Work Order #:

City Facility Name: _City Facility #: El #:

Tests Performed By:

Witnessed By UDR:

Visual Inspection:

Stator Megger Test:

Cable Megger Test:

Hi-Potential Test:

Source Voltages Vi = V2 = V3 =

No-Load Currents Ii = 12 = 13 =

Vibration Axial = Radial = Vertical =

Comments and Deficiencies:

Job Title: Date:

Date:
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EXHIBIT “BB-5”
Field Acceptance Tests Form

City of Houston
Public Works & Engineering Department

Large Submersible Pump Repair Service Contract
SampleOnly,Actual Form is subjectto changebyCTR afterAwardof the contract

Contractor: Contractor Job #:

Contract #: Ordinance #: City Work Order #:

City Facility Name: City Facility #: El #:

Tests Performed By: Job Title:

Witnessed By UDR: - Date:

Date:

Visual Inspection:

Stator Megger Test:

Cable Megger Test:

Source Voltages Vi = V2 = V3 =

Run Currents, Closed Valve Ii 12 = 13 =

Currents, Open Valve, Start Ii 12 = 13 =

Currents, Open Valve,
24 hour

after Ii 12 = 13 =

Comments and Deficiencies:
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DATE:

EXHIBIT “BB-6”
Equipment Release Authorization Form

City of Houston
Public Works & Engineering Department

Large Submersible Pump Repair Service Contract
SampleOnly, Actual Form is subjectto changeby CTR afterAwardofthe contract

RELEASE#:

CITY WORK ORDER #:

CITY FACILITY NAME: CITY FACILITY#: El #:

CONTRACTOR: CONTRACTOR JOB #:

CONTRACTOR ADDRESS:

CONTRACT #: ORDINANCE #: ___________

NAMEPLATE INFORMATION:
MAKE: VOLT: HP: RPM:
MODEL: AMP: Hz: SF:
SERIAL: IMPELLER CODE:

REASONFORThE PULLING OFTHE SUBMERSIBLEPUMP:

NAME OFTHE SHOPTHE EQUIPMENTIS BEING TAKEN TO:

IS THEREA PICTUREOF THE SUBMERSIBLEATFACHED?

CONTRACTOR REPRESENTATiVE

NAME: NAME:

YES: No:

CITY OF HOUSTON REPRESENTATIVE

EMPLOYEE#:

SIGNATURE: SIGNATURE:

EMPLOYEENuMBER: EMPLOYEENUMBER:

COMMENTS.-
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EXHIBIT “BB-7”
Recommended Repair Estimate Form

City of Houston
Public Works & Engineering Department

Large Submersible Pump Repair Service Contract
SampleOnly,Actual Form is subjectto changeby CTR after Awardof the contract

Contract#: City Work Order#:
Ordinance#: ContractorJob#:
City Facility: Facility #:
SubmersiblePump:
Manufacturer: Work Notification Date:
Voltage: Current: HP: RPM: Field Inspection Date:
Serial#: Equipment Pull Date:
EI#: EstimateDate:

UNIT PRICE ITEMS: Unit E
Price

Item 1 - Preparefor Removal- Each 1.00
Item 2 - Transportto Shop- Each 1.00
Item 3 - Returnto City - Each 1.00

Sub-Total Unit Price Items

COST PLUS ITEMS: Contract IF
CostMarkUp

Iteml4- 1.~
Item15 1.**
Item 15- Work by Sub-contractor(seeOriginalinvoices) 1.**
Item 16 - NDT (seepartsworksheet) 1.**
Item 17 - Parts:(seepartsOriginal Invoices) l.**
Item18 - RentedCrane/Rigging 1 ~**

Sub-Total Cost Plus Items

Additional Services(seeworksheet):

frotal EstimatedSubmersiblePumpRepairOnly

~ReplacementCostofanIdenticalUnit

RepairofSubmersiblePumpApprovedby City of Houston:

Signature/Date— SubmersiblePumpRepair PrintName
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EXHIBIT “BB-8”
Progress and Status Report Form

City of Houston
Public Works & Engineering Department

Large Submersible Pump Repair Service Contract
SampleOnly, ActualForm is subjectto changeby CTRafter Awardofthecontract

Work Work Fac. Date Shop

Release Order Order E.I. # Fac.
Manufac

. Model Serial H.P. Problem In Job
Inspec

t
Number # Date # Name # # Shop # Date E
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EXHIBIT “C”
EQUAL EMPLOYMENT OPPORTUNITY

1. The contractor, subcontractor, vendor, supplier, or lessee will not discriminate against any employee or
applicant for employment because of race, religion, color, sex, national origin, or age. The contractor, subcontractor,
vendor, supplier, or lessee will take affirmative action to ensure that applicants are employed and that employees are
treated during employment without regard to their race, religion, color, sex, national origin, or age. Such action will
include, but not be limited to, the following: employment; upgrading; demotion or transfer; recruitment advertising;
layoff or termination; rates of pay or other forms of compensation and selection for training, including apprenticeship.
The contractor, subcontractor, vendor, supplier or lessee agrees to post in conspicuous places available to employees,
and applicants for employment, notices to be provided by the City sethng forth the provisions of this Equal Employment
Opportunity Clause.

2. The contractor, subcontractor, vendor, supplier, or lessee states that all qualified applicants will receive
consideration for employment without regard to race, religion, color, sex, national origin or age.

3. The contractor, subcontractor, vendor, supplier, or lessee will send to each labor union or representatives of
workers with which it has a collective bargaining agreement or other contract or understanding, a notice to be provided
by the agency contracting officer advising the said labor union or worker’s representative of the contractor’s and
subcontractor’s commitments under Section 202 of Executive Order No. 11246, and shall post copies of the notice in
conspicuous places available to employees and applicants for employment.

4. The contractor, subcontractor, vendor, supplier, or lessee will comply with all provisions of Executive Order No.
11246 and the rules, regulations, and relevant orders of the Secretary of Labor or other Federal Agency responsible for
enforcement of the equal employment opportunity and affirmative action provisions applicable and will likewise furnish
all information and reports required by the Mayor and/or Contractor Compliance Officer(s) for purposes of investigation
to ascertain and effect compliance with this program.

5. The contractor, subcontractor, vendor, supplier, or lessee will furnish all information and reports required by
Executive Order No. 11246, and by the rules, regulations, and orders of the Secretary of Labor, or pursuant thereto,
and will permit access to all books, records, and accounts by the appropriate City and Federal Officials for purposes of
investigations to ascertain compliance with such rules, regulations, and orders. Compliance reports filed at such times
as directed shall contain information as to the employment practice policies, program, and work force statistics of the
contractor, subcontractor, vendor, supplier, or lessee.

6. In the event of the contractor’s, subcontractor’s, vendor’s, supplier’s, or lessee’s non-compliance with the non-
discrimination clause of this contract or with any of such rules, regulations, or orders, this contract may be canceled,
terminated, or suspended in whole or in part, and the contractor, subcontractor, vendor, supplier, or lessee may be
declared ineligible for further City contracts in accordance with procedures provided in Executive Order No. 11246, and
such other sanctions may be imposed and remedies invoked as provided in the said Executive Order, or by rule,
regulation, or order of the Secretary of Labor, or as may otherwise be provided by law.

7. The contractor shall include the provisions of paragraphs 1-8 of this Equal Employment Opportunity Clause in
every subcontract or purchase order unless exempted by rules, regulations, or orders of the Secretary of Labor issued
pursuant to Section 204 of Executive Order No. 11246 of September 24, 1965, so that such provisions will be binding
upon each subcontractor or vendor. The contractor will take such action with respect to any subcontractor or purchase
order as the contracting agency may direct as a means of enforcing such provisions including sanctions for
noncompliance; provided, however, that in the event the contractor becomes involved in, or is threatened with litigation
Mth a subcontractor or vendor as a result of such direction by the contracting agency, the contractor may request the
United States to enter into such litigation to protect the interests of the United States.

The contractor shall file and shall cause his or her subcontractors, if any, to file compliance reports with the City
n the form and to the extent as may be prescribed by the Mayor. Compliance reports filed at such times as directed
;hall contain information as to the practices, policies, programs, and employment policies and employment statistics of
he contractor and each subcontractor.
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EXHIBIT “D”

MWBE SUBCONTRACT TERMS

Contractor shall ensure that all subcontracts with MWBE subcontractors and suppliers are clearly labeled
“THIS CONTRACT IS SUBJECT TO BINDING ARBITRATION ACCORDING TO THE TEXAS GENERAL
ARBITRATION ACT” and contain the following terms:

1. ______________________________ (MWBE subcontractor) shall not delegate or subcontract more than
50% of the work under this subcontract to any other subcontractor or supplier without the express written
consent of the City of Houston’s Affirmative Action Director (“the Director”).

2. ________________________________ (MWBE subcontractor) shall permit representatives of the City of
Houston, at all reasonable times, to perform (1) audits of the books and records of the subcontractor, and (2)
inspections of all places where work is to be undertaken in connection with this subcontract. Subcontractor
shall keep such books and records available for such purpose for at least four (4) years after the end of its
performance under this subcontract. Nothing in this provision shall affect the time for bringing a cause of
action nor the applicable statute of limitations.

3. Within five business days of execution of this subcontract, Contractor (prime contractor) and
Subcontractor shall designate in writing to the Director an agent for receiving any notice required or permitted
to be given pursuant to Chapter 15 of the Houston City Code of Ordinances, along with the street and mailing
address and phone number of such agent.

4. As concluded by the parties to this subcontract, and as evidenced by their signature hereto, any
controversy between the parties involving the construction or application of any of the terms, covenants or
conditions of this subcontract shall, on the written request of one party served upon the other or upon notice by
Director served on both parties, be submitted to binding arbitration, under the Texas General Arbitration Act
(Tex. Civ. Prac. & Rem. Code Ann., Ch. 171 -- “the Act”). Arbitration shall be conducted according to the
following procedures:

a. Upon the decision of the Director or upon written notice to the Director from either party that a dispute
has arisen, the Director shall notify all parties that they must resolve the dispute within thirty (30) days or the
matter may be referred to arbitration.

b. If the dispute is not resolved within the time specified, any party or the Director may submit the matter
to arbitration conducted by the American Arbitration Association under the rules of the American Arbitration
Association, except as otherwise required by the City’s contract with American Arbitration Association on file in
the Office of the City’s Affirmative Action Division.

Upon submittal of the matter to arbitration each party shall pay all fees required by the American Arbitration
Association and sign a form releasing the American Arbitration Association and its arbitrators from liability for
decisions reached in the arbitration.

In the event the American Arbitration Association no longer administers Affirmative Action arbitration for the
City, the Director shall prescribe alternate procedures as necessary to provide arbitration by neutrals in
accordance with the requirements of Chapter 15 of the Houston City Code of Ordinances.

e. All arbitrations shall be conducted in Houston, Texas, unless the parties agree to a different location.
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EXHIBIT “E”
DRUG POLICY COMPLIANCE AGREEMENT

I, _________________________________________________ as an owner or officer of
(Name) (Print/Type) (Title)

(Contractor)
(Name of Company)

have authority to bind Contractor with respect to its bid, offer or performance of any and all contracts it may
enter into with the City of Houston; and that by making this Agreement, I affirm that the Contractor is aware of
and by the time the contract is awarded will be bound by and agree to designate appropriate safety impact
positions for company employee positions, and to comply with the following requirements before the City
issues a notice to proceed:

1. Develop and implement a written Drug Free Workplace Policy and related drug testing
procedures for the Contractor that meet the criteria and requirements established by the
Mayor’s Amended Policy on Drug Detection and Deterrence (Mayor’s Drug Policy) and the
Mayor’s Drug Detection and Deterrence Procedures for Contractors (Executive Order No. 1-31).

2. Obtain a facility to collect urine samples consistent with Health and Human Services (HHS)
guidelines and a HHS certified drug testing laboratory to perform the drug tests.

3. Monitor and keep records of drug tests given and the results; and upon request from the City of
Houston, provide confirmation of such testing and results.

4. Submit semi-annual Drug Policy Compliance Declarations.

I affirm on behalf of the Contractor that full compliance with the Mayor’s Drug Policy and Executive Order No.
1-31 is a material condition of the contract with the City of Houston.

I further acknowledge that falsification, failure to comply with or failure to timely submit declarations and/or
documentation in compliance with the Mayor’s Drug Policy and/or Executive Order No. 1-31 will be considered
a breach of the contract with the City and may result in non-award or termination of the contract by the City of
Houston.

Date _________________________ Contractor Name

Signature

Title
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EXHIBIT “F”
Contractor’s Certification Of No Safety Impact Positions

In Performance Of A City Contract

(Name)(Print/Type) (Title)
as an owner or officer of __________________________________________________ (Contractor)
have authority to bind the Contractor with respect to its bid, and I hereby certify that Contractor has
no employee safety impact positions as defined in §5.18 of Executive Order No. 1-31 that will be
involved in performing this City Contract. Contractor agrees and covenants that it shall immediately
notify the City’s Director of Personnel if any safety impact positions
are established to provide services in performing this City Contract.

Date Contractor Name

Signature

Title

CONTRACTOR’S CERTIFICATION OF NON-APPLICATION OF
CITY OF HOUSTON DRUG DETECTION AND DETERRENCE PROCEDURES

FOR CONTRACTORS

as an (NAME) (PRINT/TYPE)

owner or officer of_____________________________________________________________ (Contractor) have authority
to bind the Contractor with respect to its bid, and I hereby certify that Contractor has fewer than
fifteen (15) employees during any 20-week period during a calendar year and also certify that
Contractor has no employee safety impact positions as defined in 5.18 of Executive Order No. 1-31
that will be involved in performing this City Contract. Safety impact position means a Contractor’s
employment position involving job duties that if performed with inattentiveness, errors in judgment, or
diminished coordination, dexterity, or composure may result in mistakes that could present a real
and/or imminent threat to the personal health or safety of the employee, co-workers, and/or the
public.

CONTRACTOR NAME

SIGNATURE

TITLE

DATE
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EXHIBIT “G”
DRUG POLICY COMPLIANCE DECLARATION

_______________________________________________________ as an owner or officer of
(Name) (Print/Type) (Title)

(Contractor orVendor)
(Name of Company)

have personal knowledge and full authority to make the following declarations:

This reporting period covers the preceding 6 months from _______________ to ___________, 20.

________ A written Drug Free Workplace Policy has been implemented and employees notified.
Initials The policy meets the criteria established by the Mayor’s Amended Policy on Drug

Detection and Deterrence (Mayor’s Policy).

_______ Written drug testing procedures have been implemented in conformity with the Mayor’s
Initials Drug Detection and Deterrence Procedures for Contractors, Executive Order No. 1-31.

Employees have been notified of such procedures.

________ Collection/testing has been conducted in compliance with federal Health and Human
Initials Services (HHS) guidelines.

________ Appropriate safety impact positions have been designated for employee positions
Initials performing on the City of Houston contract. The number of employees in safety impact

positions during this reporting period is ________________________________

_______ From _________________ to _____________________ the following test has occurred
Initials (Start date) (End date) __________ _______

Reasonable Post
Random Suspicion Accident Total

Number Employees Tested

Number Employees Positive

Percent Employees Positive
_______ Any employee who tested positive was immediately removed from the City worksite
Initials consistent with the Mayor’s Policy and Executive Order No. 1-31.

________ I affirm that falsification or failure to submit this declaration timely in accordance with
Initials established guidelines will be considered a breach of contract.

I declare under penalty of perjury that the affirmations made herein and all information contained in this
declaration are within my personal knowledge and are true and correct.

(Typed or Printed Name)

(Signature)

(Title)
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EXHIBIT “H”
FEES AND COSTS

YEAR ONE

Flypt Group IV

Recondition-Repair ** VARIOUS RPM AND 460 VOLTS

Horsepower

1. >200 and 250 $8,300.00/each

2. >250 and < 300 $8,300.00/each

3. >300 and <= 350 $8,400.00/each

4. >350 and < 400 $9,300.00/each

5. >400 and 450 $9,300.00/each

6. >450 and < 500 $9,500.00/each

Rewind-Repair

Horsepower VARIOUS RPM AND 460 VOLTS

7. >200and<=250 $10,911.00/each

8. >250 and 300 $10,911.00/each

9. >300 and < 350 $11,200.00/each

10. >350 and <= 400 $11,500.00/each

11. >400 and < 450 $11,919.00/each

12. >45Oand<= 500 $11,919.00/each

IMPORTANT NOTE: The Cost for Recondition-Repair and Rewind-Repair of any Flygt Submersible Pump with
rated voltage greater than 460 Volts will be billed at the base rate of Flgyt above for identical horsepower group
multiplied by (1.28).

13. Disconnect unit, cable and associated piping, $3,000.00/each
etc., remove unit from Pit

14. Transport unit to Contractor’s Facility $410.00/each

15. Transport/Return unit to City facility $410.00/each

16. Install unit, connect its cable and associated piping, $3,000.00/each
etc. and perform the test run

17. Crane and Rigging (Rental: Original Invoice) 24% mark up
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YEAR ONE

Flyqt Group IV

18. Field STANDARD LABOR RATE $100.00/per hour

19. Shop STANDARD LABOR RATE for Electrical $50.50./per hour

20. Shop STANDARD LABOR RATE for Mechanical $50.50/per hour

21. Shop STANDARD LABOR RATE for Machining $68.50/per hour

22. NON-REPAIRABLE Cost Flygt: Group III $700.00/each

23. Non-Destructive Testing (Original Invoice) 28% mark up

24. Chroming Shaft (Original Invoice) 28% mark up

25. Work by Sub-contractor (Original Invoice) 24% mark up

26. Parts and Material (Original Invoice) 28% mark up

27. Additional Services 28% mark up

28. Cost to Replace a unit of Flygt: Group III 28% mark up

29. EMERGENCY: Recondition-Repair 28% mark up

30. EMERGENCY: Rewind-Repair 28% mark up

1. If the Bidder is an OEM Distributor/Shop, the Bidder may insert the “DISCOUNT Percentage” (NEGATIVE NUMBER)
in the “Mark up % column” which will reflect the discount from the OEM’s latest published list price. The DISCOUNT
PERCENTAGEE shall be subject to audit and shall be no less than what this OEM Distributor/Shop offers to their BEST
CUSTOMER in this part of the USA.
2. Actual invoice shall be based on “Unit Prices” of the Flygt above, for Recondition-Repair of a submersible pump of
identical horsepower, etc.
3. Actual invoice shall be based on “Unit Prices” of the Flygt above, for Rewind-Repair of a submersible pump of identical
horsepower, etc.
LABOR rate for Overtime work Standard LABOR rate X 1.24
LABOR rate for Emergency work = Standard LABOR rate X 1.28

KSB Group IV

Recondition-Repair ** VARIOUS RPM AND 460 VOLTS

Horsepower

31. >200and<=250 $8,200.00/each

32. >250 and <= 300 $8,200.00/each

33. >300 and <= 350 $8,200.00 /each
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Year One

KSB GROUP-IV

Recondition-Repair ** VARIOUS RPM AND 460 VOLTS

Horsepower

34. >350 and <= 400 $9,500.00/each

35. >400 and <= 450 $9,500.00/each

36. >450 and < 500 $9,500.00/each

Rewind-Repair ** VARIOUS RPM AND 460 VOLTS

37. >200 and <=250 $10,911.00/each

38. >250 and <= 300 $10,911.00/each

39. >300and< 350 $10,911.00/each

40. >3SOand< 400 $11,799.00/each

41. >400 and <= 450 $11,799.00/each

42. >450 and <= 500 $11,799.00/each

IMPORTANT NOTE: THE COST FOR RECONDITION-REPAIR AND REWIND-REPAIR OF ANY KSB SUBMERSIBLE PUMD
WITH RATED VOLTAGE GREATER THAN 460 VOLTS WILL BE BILLED AT THE BASE RATE OF KSB ABOVE FOR IDENI1CAL
HORSEPcA’vER GROUP MJLTIPLIED BY (1.28).

43. Disconnect unit, cable and associated piping,

etc., remove unit from Pit

44. Transport unit to Contractor’s Facility

45. Transport/Return unit to City facility

46. Install unit, connect its cable and associated piping,

etc. and perform the test run

47. Crane and Rigging (Rental: Original Invoice)

48. Field STANDARD LABOR RATE

49. Shop STANDARD LABOR RATE for Electrical

50. Shop STANDARD LABOR RATE for Mechanical

51. Shop STANDARD LABOR RATE for Machining

52. NON-REPAIRABLE Cost KSB: GROUP IV

$3,500.00/each

$440.00/each

$440.00/each

$3,500.00/each

24% mark up

$100.00/per hour

$50.50/per hour

$50.50/per hour

$68.50/per hour

$700.00/each
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Year One

KSB GROUP-IV

53. Non-Destructive Testing (Original Invoice) 28% mark up

54. Chroming Shaft (Original Invoice) 28% mark up

55. Work by Sub-contractor (Original Invoice) 24% mark up

56. Parts and Material (Original Invoice) 28% mark up

57. Additional Services 28% mark up

58. Cost to Replace a unit of KSB: GROUP IV 28% mark up

59. EMERGENCY: Recondition-Repair 28% mark up

60. EMERGENCY: Rewind-Repair 28% mark up

1. If the Bidder is an OEM Distributor/Shop, the Bidder may insert the “DISCOUNT Percentage” (NEGATIVE NUMBER)
in the “Markup % column” which will reflect the discount from the OEM’s latest published list price. The DISCOUNT
PERCENTAGEE shall be subject to audit and shall be no less than what this OEM Distributor/Shop offers to their BEST
CUSTOMER in this part of the USA.
2. Actual invoice shall be based on “Unit Prices” of the KSB above, for Recondition-Repair of a submersible pump of
identical horsepower, etc.
3. Actual invoice shall be based on “Unit Prices” of the KSB above, for Rewind-Repair of a submersible pump of identical
horsepower, etc.
LABOR rate for Overtime work = Standard LABOR rate X 1.24
LABOR rate for Emergency work = Standard LABOR rate X 1. 28

Miscellaneous Group Ill

Recondition-Repair

Horsepower

61. >200and< 250

62. >250 and <= 300

63. >300 and < 350

64. >350 and < 400

65. >400 and <= 450

66. >450 and <= 500

Rewind-Repair

67. >200 and <= 250

** VARIOUS RPM AND 460 VOLTS

$8,200.00/each

$8,200.00/each

$8,200.00/each

$9,500.00/each

$9,500.00/each

$9,500.00/each

** VARIOUS RPM AND 460 VoLTS

$10,911.00/each
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YEAR ONE

Miscellaneous Group Ill

Rewind-Repair ** VARIOUS RPM AND 460 VOLTS

Horsepower

68. >250 and < 300 $10,911.00/each

69. >300 and < 350 $10,911.00/each

70. >350 and <= 400 $11,799.00/each

71. >400and< 450 $11,799.00/each

72. >4SOand< 500 $11,799.00/each

IMPORTANT NOTE: THE COST FOR RECONDITION-REPAIR AND REWIND-REPAIR OF ANY MISCELLANEOUS
SUBMERSIBLE PUMP WITH RATED VOLTAGE GREATER THAN 460 VOLTS WILL BE BILLED ATTHE BASE RATE OF
MISCELLANEOUS GROUP III ABOVEFOR IDEN11CAL HORSEPOWER GROUP MJLTIPLIED BY (1.28).

73. Disconnect unit, cable and associated piping, $3,500.00/each
etc., remove unit from Pit

74. Transport unit to Contractor’s Facility $440.00/each

75. Transport/Return unit to City facility $440.00/each

76. Install unit, connect its cable and associated piping, $3,500.00/each
etc. and perform the test run

77. Crane and Rigging (Rental: Original Invoice) 24% mark up

78. Field STANDARD LABOR RATE $100.00/per hour

79. Shop STANDARD LABOR RATE for Electrical $50.50/per hour

80. Shop STANDARD LABOR RATE for Mechanical $50.50/per hour

81. Shop STANDARD LABOR RATE for Machining $68.50/per hour

82. NON-REPAIRABLE Cost Miscellaneous Group Ill $700.00/each

83. Non-Destructive Testing (Original Invoice) 28% mark up

84. Chroming Shaft (Original Invoice) 28% mark up

85. Work by Sub-contractor (Original Invoice) 24% mark up

86. Parts and Material (Original Invoice) 28% mark up

87. Additional Services 28% mark up
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YEAR ONE

Miscellaneous Group Ill

88. Cost to Replace a unit of Miscellaneous Group III 28% mark up

89. EMERGENCY: Recondition-Repair 28% mark up

90. EMERGENCY: Rewind-Repair 28% mark up

1. If the Bidder is an OEM Distributor/Shop, the Bidder may insert the “DISCOUNT Percentage” (NEGATIVE NUMBER)
in the “Markup % column” which will reflect the discount from the OEM’s latest published list price. The DISCOUNT
PERCENTAGEE shall be subject to audit and shall be no less than what this OEM Distributor/Shop offers to their BEST
CUSTOMER in this part of the USA.
2. Actual invoice shall be based on “Unit Prices” of the Miscellaneous Group III above, for Recondition-Repair of a
submersible pump of identical horsepower, etc.
3. Actual invoice shall be based on “Unit Prices” of the Miscellaneous Group Ill above, for Rewind-Repair of a submersible
pump of identical horsepower, etc.
LABOR rate for Overtime work = Standard LABOR rate X 1.24
LABOR rate for Emergency work = Standard LABOR rate X 1. 28
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YEAR TWO

Flyc~tGroup IV

Recondition-Repair ~* VARIOUS RPM AND 460 VOLTS

Horsepower

1. >200 and <= 250 $8,400.00/each

2. >250 and < 300 $8,400.00/each

3. >300 and < 350 $8,500.00/each

4. >350 and < 400 $9,400.00/each

5. >400 and < 450 $9,400.00/each

6. >450 and < 500 $9,600.00/each

Rewind-Repair

Horsepower ** VARIOUS RPM AND 460 VOLTS

7. >200 and <= 250 $11,111.00/each

8. >250 and < 300 $11,111.00/each

9. >300 and <= 350 $11,400.00/each

10. >350 and <400 $11,800.00/each

11. >400and<=450 $12,119.00/each

12. >450 and <= 500 $12,119.00/each

IMPORTANTNOTE: The Cost for Recondition-Repair and Rewind-Repair of any Flygt Submersible Pump with
rated voltage greater than 460 Volts will be billed at the base rate of Flgyt above for identical horsepower group
multiplied by (1.28).
13. Disconnect unit, cable and associated piping, $3,500.00/each

etc., remove unit from Pit

14. Transport unit to Contractor’s Facility $440.00/each

15. Transport/Return unit to City facility $440.00/each

16. Install unit, connect its cable and associated piping, $3,500.00/each

etc. and perform the test run

17. Crane and Rigging (Rental: Original Invoice) 24% mark up
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YEAR TWO

FlyQt Group IV

18. Field STANDARD LABOR RATE $100.00/per hour

19. Shop STANDARD LABOR RATE for Electrical $52.50/per hour

20. Shop STANDARD LABOR RATE for Mechanical $52.50/per hour

21. Shop STANDARD LABOR RATE for Machining $68.50/per hour

22. NON-REPAIRABLE Cost Flygt: Group III $800/each

23. Non-Destructive Testing (Original Invoice) 28% mark up

24. Chroming Shaft (Original Invoice) 28% mark up

25. Work by Sub-contractor (Original Invoice) 24% mark up

26. Parts and Material (Original Invoice) 28% mark up

27. Additional Services 28% mark up

28. Cost to Replace a unit of Flygt: Group Ill 28% mark up

29. EMERGENCY: Recondition-Repair 28% mark up

30. EMERGENCY: Rewind-Repair 28% mark up

1. If the Bidder is an OEM Distributor/Shop, the Bidder may insert the “DISCOUNT Percentage” (NEGATIVE NUMBER)
in the “Mark up % column” which will reflect the discount from the OEM’s latest published list price. The DISCOUNT
PERCENTAGEE shall be subject to audit and shall be no less than what this OEM Distributor/Shop offers to their BEST
CUSTOMER in this part of the USA.
2. Actual invoice shall be based on “Unit Prices” of the Flygt above, for Recondition-Repair of a submersible pump of
identical horsepower, etc.
3. Actual invoice shall be based on “Unit Prices” of the Flygt above, for Rewind-Repair of a submersible pump of identical
horsepower, etc.
LABOR rate for Overtime work = Standard LABOR rate X 1.24
LABOR rate for Emergency work = Standard LABOR rate X 1. 28

KSB Group IV

Recondition-Repair ** VARIOUS RPM AND 460 VOLTS

Horsepower

31. >200 and <= 250 $8,400.00/each

32. >250 and <= 300 $8,400.00/each

33. >300 and <= 350 $8,400.00/each
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** VARIOUS RPM AND 460 VOLTS

$3,500.00/each

$440.00/each

$440.00/each

$3500.00/each

24% mark up

$100.00/per hour

$52.50/per hour

$52.50/per hour

$68.50/per hour

$800.00/each

Year TWO

KSB GROUP-IV

Recondition-Repair

Horsepower

34. >350 and < 400 $9,600.00/each

35. >400 and < 450 $9,600.00/each

36. >450 and < 500 $9,600.00/each

Rewind-Repair ** VARIOUS RPM AND 460 VOLTS

37. >200 and < 250 $11,111.00/each

38. >250 and < 300 $11,111.00/each

39. >300 and < 350 $11,111.00/each

40. >350 and <= 400 $11,919.00/each

41. >400 and <450 $11,919.00/each

42. >450 and < 500 $11,919.00/each

IMPORTANTNOTE: THE COST FOR RECONDITION-REPAIR AND REWIND-REPAIROF ANY KSB SUBMERSIBLE PUEVP
WITH RATED VOLTAGE GREATER THAN 460 VOLTS WILL BE BILLED AT THE BASE RATE OF KSBABOVEFOR IDEN11CAL
HORSEPOWER GROUP MJLTIPLIED BY (1.28).

43. Disconnect unit, cable and associated piping,

etc., remove unit from Pit

44. Transport unit to Contractor’s Facility

45. Transport/Return unit to City facility

46. Install unit, connect its cable and associated piping,
etc. and perform the test run

47. Crane and Rigging (Rental: Original Invoice)

48. Field STANDARDLABORRATE

49. Shop STANDARD LABOR RATE for Electrical

50. Shop STANDARD LABOR RATE for Mechanical

51. Shop STANDARDLABORRATE for Machining

52. NON-REPAIRABLECost KSB: GROUPIV
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Year TWO

KSBGROUP-IV

53. Non-Destructive Testing (Original Invoice) 28% mark up

54. Chroming Shaft (Original Invoice) 28% mark up

55. Work by Sub-contractor (Original Invoice) 24% mark up

56. Parts and Material (Original Invoice) 28% mark up

57. Additional Services 28% mark up

58. Cost to Replace a unit of KSB: GROUP IV 28% mark up

59. EMERGENCY: Recondition-Repair 28% mark up

60. EMERGENCY: Rewind-Repair 28% mark up

1. If the Bidder is an OEM Distributor/Shop, the Bidder may insert the “DISCOUNT Percentage” (NEGATIVE NUMBER)
in the “Markup % column” which will reflect the discountfrom the OEM’s latest published list price. The DISCOUNT
PERCENTAGEE shall be subject to audit and shall be no less than what this OEM Distributor/Shop offers to their BEST
CUSTOMER in this part of the USA.
2. Actual invoice shall be based on “Unit Prices” of the KSB above, for Recondition-Repair of a submersible pump of
identical horsepower, etc.
3. Actual invoice shall be based on “Unit Prices” of the KSB above, for Rewind-Repair of a submersible pump of identical
horsepower, etc.
LABOR rate for Overtime work = Standard LABOR rate X 1.24
LABOR rate for Emergency work = Standard LABOR rate X 1. 28

Miscellaneous Group Ill

Recondition-Repair

Horsepower

61. >200 and <= 250

62. >250 and <= 300

63. >300 and <= 350

64. >350 and <= 400

65. >400 and <= 450

66. >450 and <= 500

Rewind-Repair

67. >200 and <= 250

** VARIOUS RPM AND 460 VOLTS

$8,300.00/each

$8,300.00 /each

$8,300. 00/each

$9,600.00/each

$9,600.00/each

$9,600. 00/each

** VARIOUS RPM AND 460 VOLTS

$11,111.00/each
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YEAR TWO

Miscellaneous Group Ill

Rewind-Repair ** VARIOUS RPM AND 460 VOLTS

Horsepower

68. >250 and < 300 $11,111.00/each

69. >300 and <= 350 $11,111.00/each

70. >350 and < 400 $11,899.00/each

71. >400 and <= 450 $11,899.00/each

72. >450 and <= 500 $11,899.00/each

IMPORTANT NOTE: THE COST FOR RECONDITION-REPAIR AND REWIND-REPAIR OF ANY MISCELLANEOUS
SUBMERSIBLE PUMP WITH RATED VOLTAGE GREATER THAN 460 VOLTS WILL BE BILLED AT THE BASE RATE OF
MISCELLANEOUS GROUP Ill ABOVEFOR IDEN11CAL HORSEPOWER GROUP MJLTIPLIED BY(1.28).

73. Disconnect unit, cable and associated piping, $3,500.00/each
etc., remove unit from Pit

74. Transport unit to Contractor’s Facility $440.00/each

75. Transport/Return unit to City facility $440.00/each

76. Install unit, connect its cable and associated piping, $3,500.00/each
etc. and perform the test run

77. Crane and Rigging (Rental: Original Invoice) 24% mark up

78. Field STANDARD LABOR RATE $100.00/per hour

79. Shop STANDARD LABOR RATE for Electrical $52.50/per hour

80. Shop STANDARD LABOR RATE for Mechanical $52.50/per hour

81. Shop STANDARD LABOR RATE for Machining $68.50/per hour

82. NON-REPAIRABLE Cost Miscellaneous Group III $800.00/each

83. Non-Destructive Testing (Original Invoice) 28% mark up

84. Chroming Shaft (Original Invoice) 28% mark up

85. Work by Sub-contractor (Original Invoice) 24% mark up

86. Parts and Material (Original Invoice) 28% mark up

87. Additional Services 28% mark up
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YEAR TWO

Miscellaneous Group III

88. Cost to Replace a unit of Miscellaneous Group Ill 28% mark up

89. EMERGENCY: Recondition-Repair 28% mark up

90. EMERGENCY:Rewind-Repair 28%mark up

1. If the Bidder is an OEMDistributor/Shop, the Bidder may insert the “DISCOUNTPercentage” (NEGATIVE NUMBER)
~nthe “Markup %column” which will reflect the discountfrom the OEM’s latest published list price. The DISCOUNT
PERCENTAGEE shall be subject to audit and shall be no less than what this OEM Distributor/Shop offers to their BEST
CUSTOMER in this part of the USA.
2. Actual invoice shall be based on “Unit Prices” of the Miscellaneous Group III above, for Recondition-Repair of a
submersible pump of identical horsepower, etc.
3. Actual invoice shall be based on “Unit Prices” of the Miscellaneous Group III above, for Rewind-Repair of a submersible
pump of identical horsepower, etc.
LABOR rate for Overtime work = Standard LABOR rate X 1.24
LABOR rate for Emergency work = Standard LABOR rate X 1.28
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YEAR THREE

Flyqt Group IV

Recondition-Repair VARIOUS RPM AND 460 VOLTS

Horsepower

1. >200and<=250 $9,000.00/each

2. >250 and < 300 $9,000.00/each

3. >300 and < 350 $9,000.00/each

4. >350 and < 400 $9,700.00 /each

5. >400 and < 450 $9,700.00/each

6. >450 and < 500 $9,700.00/each

Rewind-Repair

Horsepower A* VARIOUS RPM AND 460 VOLTS

7. >200 and <= 250 $11,411.00/each

8. >250 and < 300 $11,411.00/each

9. >300 and < 350 $11,600.00/each

10. >350 and < 400 $12,319.00/each

11. >400 and <= 450 $12,319.00/each

12. >450 and < 500 $12,319.00/each

IMPORTANT NOTE: The Cost for Recondition-Repair and Rewind-Repair of any Flygt Submersible Pump with
rated voltage greater than 460 Volts will be billed at the base rate of Flgyt above for identical horsepower group
multiplied by (1.28).

13. Disconnect unit, cable and associated piping, $3,750.00/each
etc., remove unit from Pit

14. Transport unit to Contractor’s Facility $450.00/each

15. Transport/Return unit to City facility $450.00/each

16. Install unit, connect its cable and associated piping, $3,750.00/each

etc. and perform the test run

17. Crane and Rigging (Rental: Original Invoice) 24% mark up
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YEAR THREE

FIyc~tGroup IV

18. Field STANDARD LABOR RATE $100.00/per hour

19. Shop STANDARD LABOR RATE for Electrical $55.00/per hour

20. Shop STANDARD LABOR RATE for Mechanical $55.00/per hour

21. Shop STANDARDLABORRATEfor Machining $69.50/per hour

22. NON-REPAIRABLE Cost Flygt: Group Ill $850.00/each

23. Non-Destructive Testing (Original Invoice) 28% mark up

24. Chroming Shaft (Original Invoice) 28% mark up

25. Work by Sub-contractor (Original Invoice) 24% mark up

26. Parts and Material (Original Invoice) 28% mark up

27. Additional Services 28% mark up

28. Cost to Replace a unit of Flygt: Group III 28%mark up

29. EMERGENCY: Recondition-Repair 28% mark up

30. EMERGENCY: Rewind-Repair 28% mark up

1. If the Bidder is an OEM Distributor/Shop, the Bidder may insert the “DISCOUNT Percentage” (NEGATIVE NUMBER)
in the “Mark up % column” which will reflect the discount from the OEM’s latest published list price. The DISCOUNT
PERCENTAGEE shall be subject to audit and shall be no less than what this OEM Distributor/Shop offers to their BEST
CUSTOMER in this part of the USA.
2. Actual invoice shall be based on “Unit Prices” of the Flygt above, for Recondition-Repair of a submersible pump of
identical horsepower, etc.
3. Actual invoice shall be based on “Unit Prices” of the Flygt above, for Rewind-Repair of a submersible pump of identical
horsepower, etc.
LABOR rate for Overtime work = Standard LABOR rate X 1.24
LABOR rate for Emergency work = Standard LABOR rate X 1.28

KSB Group IV

Recondition-Repair ** VARIOUS RPM AND 460 VOLTS

Horsepower

31. >200 and < 250 $8,800.00/each

32. >250 and <= 300 $8,800.00/each

33. >300 and <= 350 $8,800.00/each
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** VARIOUS RPM AND 460 VOLTS

43. Disconnect unit, cable and associated piping,

etc., remove unit from Pit

44. Transport unit to Contractor’s Facility

45. Transport/Return unit to City facility

46. Install unit, connect its cable and associated piping,
etc. and perform the test run

47. Crane and Rigging (Rental: Original Invoice)

48. Field STANDARD LABOR RATE

49. Shop STANDARD LABOR RATE for Electrical

50. Shop STANDARD LABOR RATE for Mechanical

51. Shop STANDARD LABOR RATE for Machining

52. NON-REPAIRABLECost KSB: GROUPIV

$3,750.00/each

$450.00/each

$450.00/each

$3,750.00/each

24% mark up

$100.00/per hour

$55.00/per hour

$55.00/per hour

$69.50/per hour

$850.00/each

Year THREE

KSB GROUP-IV

Recondition-Repair

Horsepower

34. >350 and < 400 $9,800.00/each

35. >400 and < 450 $9,800.00/each

36. >450 and < 500 $9,800.00/each

Rewind-Repair ** VARIOUS RPM AND 460 VOLTS

37. >200 and < 250 $11,411.00/each

38. >2SOand< 300 $11,411.00/each

39. >300 and < 350 $11,411.00/each

40. >35Oand<= 400 $12,219.00/each

41. >400 and <= 450 $12,219.00/each

42. >450 and < 500 $12,219.00/each

I MPORTANT NOTE: THE COST FOR RECONDITION-REPAIR AND REWIND-REPAIR OF ANY KSB SUBMERSIBLE PUMD
WITH RATED VOLTAGE GREATER THAN 460 VOLTS WILL BE BILLED AT THE BASE RATE OF KSB ABOVE FOR IDEN11CAL
HORSEPOWER GROUP MJLTI PLIED BY (1.28).
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Year THREE

KSB GROUP-IV

53. Non-Destructive Testing (Original Invoice) 28% mark up

54. Chroming Shaft (Original Invoice) 28% mark up

55. Work by Sub-contractor (Original Invoice) 24% mark up

56. Parts and Material (Original Invoice) 28% mark up

57. Additional Services 28% mark up

58. Cost to Replace a unit of KSB: GROUP IV 28% mark up

59. EMERGENCY: Recondition-Repair 28% mark up

60. EMERGENCY:Rewind-Repair 28% mark up

1. If the Bidder is an OEM Distributor/Shop, the Bidder may insert the “DISCOUNT Percentage” (NEGATIVE NUMBER)
in the “Markup % column” which will reflect the discount from the OEM’s latest published list price. The DISCOUNT
PERCENTAGEE shall be subject to audit and shall be no less than what this OEM Distributor/Shop offers to their BEST
CUSTOMER in this part of the USA.
2. Actual invoice shall be based on “Unit Prices” of the KSB above, for Recondition-Repair of a submersible pump of
identical horsepower, etc.
3. Actual invoice shall be based on “Unit Prices” of the KSB above, for Rewind-Repair of a submersible pump of identical
horsepower, etc.
LABOR rate for Overtime work = Standard LABOR rate X 1.24
LABOR rate for Emergency work = Standard LABOR rate X 1. 28

Miscellaneous Group Ill

Recondition-Repair

Horsepower

61. >200 and <= 250

62. >250 and <= 300

63. >300 and <= 350

64. >350 and <= 400

65. >400 and <= 450

66. >450 and <= 500

Rewind-Repair

67. >200 and <= 250

** VARIOUS RPM AND 460 VOLTS

$8,600.00/each

$8,600.00/each

$8,600.00/each

$9,800.00/each

$9,800.00/each

$9,800.00/each

** VARIOUS RPM AND 460 VOLTS

$11,311.00/each
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YEAR THREE

Miscellaneous Group III

Rewind-Repair ** VARIOUS RPM AND 460 VOLTS

Horsepower

68. >25Oand< 300 $11,311.00/each

69. >300 and < 350 $11,311.00/each

70. >350 and < 400 $12,122.00/each

71. >400and< 450 $12,122.00/each

72. >450 and < 500 $12,122.00/each

IMPORTANT NOTE: THE COST FOR RECONDITION-REPAIR AND REWIND-REPAIR OF ANY MISCELLANEOUS
SUBMERSIBLE PUMP WITH RATED VOLTAGE GREATER THAN 460 VOLTS WILL BE BILLEDAT THE BASE RATE OF
MISCELLANEOUS GROUP Ill ABOVEFOR IDEN11CAL HORSEPOWER GROUP MJLTIPLIED BY (1.28).

73. Disconnect unit, cable and associated piping, $3,750.00/each
etc., remove unit from Pit

74. Transport unit to Contractor’s Facility $450.00/each

75. Transport/Return unit to City facility $450.00/each

76. Install unit, connect its cable and associated piping, $3,750.00/each
etc. and perform the test run

77. Crane and Rigging (Rental: Original Invoice) 24% mark up

78. Field STANDARD LABOR RATE $100.00/per hour

79. Shop STANDARD LABOR RATE for Electrical $55.00/per hour

80. Shop STANDARD LABOR RATE for Mechanical $55.00/per hour

81. Shop STANDARD LABOR RATE for Machining $69.50/per hour

82. NON-REPAIRABLECost Miscellaneous Group Ill $850.00/each

83. Non-Destructive Testing (Original Invoice) 28% mark up

84. Chroming Shaft (Original Invoice) 28% mark up

85. Work by Sub-contractor (Original Invoice) 24% mark up

86. Parts and Material (Original Invoice) 28% mark up

87. Additional Services 28% mark up

Page 84 of 91



YEAR THREE

Miscellaneous Group III

88. Cost to Replace a unit of Miscellaneous Group III 28% mark up

89. EMERGENCY:Recondition-Repair 28%mark up

90. EMERGENCY:Rewind-Repair 28%mark up

1. If the Bidder is an OEMDistributor/Shop, the Bidder may insert the “DISCOUNTPercentage” (NEGATIVE NUMBER)
in the “Markup %column” which will reflect the discount from the OEM’s latest published list price. The DISCOUNT
PERCENTAGEEshall be subject to audit and shall be no less than what this OEMDistributor/Shop offers to their BEST
CUSTOMERin this part of the USA.
2. Actual invoice shall be based on “Unit Prices” of the Miscellaneous Group III above, for Recondition-Repair of a
submersible pump of identical horsepower, etc.
3. Actual invoice shall be based on “Unit Prices” of the Miscellaneous Group III above, for Rewind-Repair of a submersible
pump of identical horsepower, etc.
LABOR rate for Overtime work = Standard LABOR rate X 1.24
LABOR rate for Emergency work = Standard LABOR rate X 1.28
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YEAR FOUR (OPTION YEAR ONE)

Flyqt Group IV

Recondition-Repair VARIOUS RPM AND 460 VOLTS

Horsepower

1. >200 and <= 250 $11,488.00/each

2. >250 and < 300 $11,488.00/each

3. >300 and <= 350 $1 1,488.00/each

4. >350 and < 400 $12,397.00/each

5. >400 and <= 450 $12,397.00/each

6. >450 and <= 500 $12,397.00/each

Rewind-Repair

Horsepower VARIOUS RPM AND 460 VOLTS

7. >200 and < 250 $12,510.00/each

8. >250 and < 300 $12,510.00/each

9. >300 and < 350 $12,510.00/each

10. >350 and < 400 $13,419.00/each

11. >400 and < 450 $13,419.00/each

12. >450 and <= 500 $13,419.00/each

IMPORTANT NOTE: The Cost for Recondition-Repair and Rewind-Repair of any Flygt Submersible Pump with
rated voltage greater than 460 Volts will be billed at the base rate of Flgyt above for identical horsepower group
multiplied by (1.28).

13. Disconnect unit, cable and associated piping, $3,750.00/each
etc., remove unit from Pit

14. Transport unit to Contractor’s Facility $500.00/each

15. Transport/Return unit to City facility $500.00/each

16. Install unit, connect its cable and associated piping, $3,750.00/each

etc. and perform the test run

17. Crane and Rigging (Rental: Original Invoice) 24% mark up
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YEAR FOUR (OPTION YEAR ONE)

Flyqt Group IV

18. Field STANDARD LABOR RATE $105.00/per hour

19. Shop STANDARD LABOR RATE for Electrical $60.00/per hour

20. Shop STANDARD LABOR RATE for Mechanical $60.00/per hour

21. Shop STANDARD LABOR RATE for Machining $70.00/per hour

22. NON-REPAIRABLE Cost Flygt: Group Ill $900.00/each

23. Non-Destructive Testing (Original Invoice) 28% mark up

24. Chroming Shaft (Original Invoice) 28% mark up

25. Work by Sub-contractor (Original Invoice) 24% mark up

26. Parts and Material (Original Invoice) 28% mark up

27. Additional Services 28% mark up

28. Cost to Replace a unit of Flygt: Group III 28% mark up

29. EMERGENCY: Recondition-Repair 28% mark up

30. EMERGENCY: Rewind-Repair 28% mark up

1. If the Bidder is an OEM Distributor/Shop, the Bidder may insert the “DISCOUNT Percentage” (NEGATIVE NUMBER)
in the “Mark up % column” which will reflect the discount from the OEM’s latest published list price. The DISCOUNT
PERCENTAGEE shall be subject to audit and shall be no less than what this OEM Distributor/Shop offers to their BEST
CUSTOMER in this part of the USA.
2. Actual invoice shall be based on “Unit Prices” of the Flygt above, for Recondition-Repair of a submersible pump of
identical horsepower, etc.
3. Actual invoice shall be based on “Unit Prices” of the Flygt above, for Rewind-Repair of a submersible pump of identical
horsepower, etc.
LABOR rate for Overtime work = Standard LABOR rate X 1.24
LABOR rate for Emergency work = Standard LABOR rate X 1.28

KSB Group IV

Recondition-Repair ** VARIOUS RPM AND 460 VOLTS

Horsepower

31. >200and<=250 $11,488.00/each

32. >250 and <= 300 $11,488.00/each

33. >300 and <= 350 $11,488.00/each
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Year Four (Option Year One)

KSB GROUP-IV

Recondition-Repair ** VARIOUS RPM AND 460 VOLTS

Horsepower

34. >350 and <= 400 $12,397.00/each

35. >400 and <= 450 $12,397.00/each

36. >450 and <= 500 $12,397.00/each

Rewind-Repair ** VARIOUS RPM AND 460 VOLTS

37. >200 and <= 250 $12,510.00/each

38. >250 and < 300 $12,510.00/each

39. >300 and < 350 $12,510.00/each

40. >350 and < 400 $13,419.00/each

41. >400 and < 450 $13,419.00/each

42. >450 and <= 500 $13,419.00/each

IMPORTANT NOTE: THE COST FOR RECONDITION-REPAIR AND REWIND-REPAIR OF ANY KSB SUBMERSIBLE PUrvP
WITH RATED VOLTAGE GREATER THAN 460 VOLTS WILL BE BILLED AT THE BASE RATE OF KSB ABOVE FOR IDEN11CAL
HORSEPOWER GROUP MJLTIPLIED BY (1.28).

43. Disconnect unit, cable and associated piping,

etc., remove unit from Pit

44. Transport unit to Contractor’s Facility

45. Transport/Return unit to City facility

46. Install unit, connect its cable and associated piping,

etc. and perform the test run

47. Crane and Rigging (Rental: Original Invoice)

48. Field STANDARD LABOR RATE

49. Shop STANDARD LABOR RATE for Electrical

50. Shop STANDARD LABOR RATE for Mechanical

51. Shop STANDARD LABOR RATE for Machining

52. NON-REPAIRABLE Cost KSB: GROUP IV

$3,750.00/each

$500.00/each

$500.00/each

$3,750.00/each

24% mark up

$105.00/per hour

$60.00/per hour

$60.00/per hour

$70.00/per hour

$900.00/each
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Year Four (Option Year One)

KSB GROUP-IV

53. Non-Destructive Testing (Original Invoice) 28% mark up

54. Chroming Shaft (Original Invoice) 28% mark up

55. Work by Sub-contractor (Original Invoice) 24% mark up

56. Parts and Material (Original Invoice) 28% mark up

57. Additional Services 28% mark up

58. Cost to Replace a unit of KSB: GROUP IV 28% mark up

59. EMERGENCY:Recondition-Repair 28%mark up

60. EMERGENCY: Rewind-Repair 28% mark up

1. If the Bidder is an OEM Distributor/Shop, the Bidder may insert the “DISCOUNT Percentage” (NEGATIVE NUMBER)
in the “Markup % column” which will reflect the discount from the OEM’s latest published list price. The DISCOUNT
PERCENTAGEE shall be subject to audit and shall be no less than what this OEM Distributor/Shop offers to their BEST
CUSTOMER in this part of the USA.
2. Actual invoice shall be based on “Unit Prices” of the KSB above, for Recondition-Repair of a submersible pump of
identical horsepower, etc.
3. Actual invoice shall be based on “Unit Prices” of the KSB above, for Rewind-Repair of a submersible pump of identical
horsepower, etc.
LABOR rate for Overtime work = Standard LABOR rate X 1.24
LABOR rate for Emergencywork = Standard LABOR rate X 1.28

Miscellaneous Group Ill

Recondition-Repair

Horsepower

61. >200 and < 250

62. >250 and <= 300

63. >300 and < 350

64. >350 and <= 400

65. >400 and < 450

66. >450 and <= 500

Rewind-Repair

67. >200 and < 250

** VARIOUS RPM AND 460 VOLTS

$11,488.00/each

$11,488.00/each

$1 1,488.00/each

$1 2,397.00/each

$1 2,397.00/each

$1 2,397.00/each

** VARIOUS RPM AND 460 VOLTS

$12,510.00/each
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YEAR FOUR (OPTION YEAR ONE)

Miscellaneous Group III

Rewind-Repair ** VARIOUS RPM AND 460 VOLTS

Horsepower

68. >250 and < 300 $12,510.00/each

69. >300and<= 350 $12,510.00/each

70. >350 and <= 400 $13,419.00/each

71. >400and<= 450 $13,419.00/each

72. >450 and <= 500 $13,419.00/each

IMPORTANT NOTE: THE COST FOR RECONDITION-REPAIR AND REWIND-REPAIR OF ANY MISCELLANEOUS
SUBMERSIBLE PUMP WITH RATED VOLTAGE GREATER THAN 460 VOLTS WILL BE BILLED AT THE BASE RATE OF
MISCELLANEOUS GROUP Ill ABOVEFOR IDEN11CAL HORSEPOWER GROUP MJLTIPLIED BY(1.28).

73. Disconnect unit, cable and associated piping, $3,750.00/each
etc., remove unit from Pit

74. Transport unit to Contractor’s Facility $500.00/each

75. Transport/Return unit to City facility $500.00/each

76. Install unit, connect its cable and associated piping, $3,750.00/each
etc. and perform the test run

77. Crane and Rigging (Rental: Original Invoice) 24% mark up

78. Field STANDARD LABOR RATE $105.00/per hour

79. Shop STANDARD LABOR RATE for Electrical $60.00/per hour

80. Shop STANDARD LABOR RATE for Mechanical $60.00/per hour

81. Shop STANDARD LABOR RATE for Machining $70.00/per hour

82. NON-REPAIRABLE Cost Miscellaneous Group III $900.00/each

83. Non-Destructive Testing (Original Invoice) 28% mark up

84. Chroming Shaft (Original Invoice) 28% mark up

85. Work by Sub-contractor (Original Invoice) 24% mark up

86. Parts and Material (Original Invoice) 28% mark up

87. Additional Services 28% mark up
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YEAR FOUR (OPTION YEAR ONE)

Miscellaneous Group III

88. Cost to Replace a unit of Miscellaneous Group III 28% mark up

89. EMERGENCY: Recondition-Repair 28% mark up

90. EMERGENCY: Rewind-Repair 28% mark up

1. If the Bidder is an OEM Distributor/Shop, the Bidder may insert the “DISCOUNT Percentage” (NEGATIVE NUMBER)
in the “Markup % column” which will reflect the discount from the OEM’s latest published list price. The DISCOUNT
PERCENTAGEE shall be subject to audit and shall be no less than what this OEM Distributor/Shop offers to their BEST
CUSTOMER in this part of the USA.
2. Actual invoice shall be based on “Unit Prices” of the Miscellaneous Group Ill above, for Recondition-Repair of a
submersible pump of identical horsepower, etc.
3. Actual invoice shall be based on “Unit Prices” of the Miscellaneous Group III above, for Rewind-Repair of a submersible
pump of identical horsepower, etc.
LABOR rate for Overtime work = Standard LABOR rate X 1.24
LABOR rate for Emergency work = Standard LABOR rate X 1.28
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